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Legal Statement 
The ODOT Automation brand and any trademarks of Sichuan ODOT Automation System 

Co., Ltd. (hereinafter referred to as ODOT Automation) and its affiliates mentioned in 

this guide are the property of Sichuan ODOT Automation System Co., Ltd. or its 

subsidiaries. All other brands mentioned in this document are the trademarks of their 

respective owners. This guide and its contents are protected by applicable copyright laws 

and are provided for informational purposes only. No part of this guide may be 

reproduced or transmitted for any purpose, in any form or by any means (electronic, 

mechanical, photocopying, recording or otherwise) without the prior written permission 

of Sichuan ODOT Automation System Co., Ltd. 

Sichuan ODOT Automation System Co., Ltd. grants no right or license to commercial 

use of this guide or its contents, other than a non-exclusive personal license to consult on 

an "AS IS" basis.  

The products and equipment of Sichuan ODOT Automation System Co., Ltd. shall be 

installed, operated, serviced and maintained by qualified personnel. 

As standards, specifications and designs change from time to time, the information 

contained in this guide is subject to change without notice. 

To the extent permitted by applicable laws, Sichuan ODOT Automation System Co., Ltd. 

and its affiliates will not assume any responsibility or liability for any errors or omissions 

in the information content of this document, or for the consequences caused or arising 

from the use of the information contained herein. 

As part of a responsible, inclusive business, we will update content that includes non-

inclusive terms. However, until we complete the update process, our content may still 

contain standardized industry terminology that our customers deem inappropriate. 

Copyright É 2019 Sichuan ODOT Automation System Co., Ltd. all rights reserved 
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Security Information 
Important Information  

Before attempting to install, operate, service, or maintain the equipment, please read the 

following instructions carefully and look to familiarize yourself with the equipment. 

Specific information described below may appear elsewhere in the text or on the device 

to alert the user to potential hazards, or to call attention to information that clarifies or 

simplifies a procedure. If the equipment is used in a manner not specified by the 

manufacturer, the protection provided by the equipment may be impaired. 

 

 

DANGER 

DANGER INDICATES A HAZARDOUS SITUATION WHICH, IF NOT AVOIDED, WILL RESULT IN SERIOUS 

INJURY OR DEATH. 

 

WARNING 
WARNING INDICATES A HAZARDOUS SITUATION WHICH, IF NOT AVOIDED, COULD RESULT IN 

SERIOUS INJURY OR DEATH. 

 

CAUTION 
CAUTION INDICATES A HAZARDOUS SITUATION WHICH, IF NOT AVOIDED, COULD RESULT IN MINOR 

OR MODERATE INJURY OR DEATH. 

 

NOTICE 
NOTICE INDICATES A HAZARD NOT RELATED TO PERSONAL INJURY.  

Attention  
Installation, operation, repair and maintenance of electrical equipment is restricted to 

qualified personnel only. Sichuan ODOT Automation System Co., Ltd. shall not be 

responsible for any consequences arising from the use of this user manual. 

Qualified personnel are those who have the skills and knowledge related to the 
manufacturing and operation of electrical equipment and its installation, and who have 

been trained in safety to be able to detect and avoid related hazards. 
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Personnel Qualification  

Only properly trained personnel who are familiar with and understand the contents of 

this manual and all other related product documentation are authorized to use this product. 

Qualified personnel must be able to detect possible hazards arising from setting 

parameters and modifying parameter values, usually from mechanical, electrical or 

electronic equipment. Qualified personnel must be familiar with the various standards, 

rules and regulations aimed at preventing industrial accidents and must comply with them 

when designing and building systems. 

Expected Usage  
The products described or referred to in this document, together with their software, 

accessories and options, are expansion modules designed for industrial use and should 

be used in accordance with the relevant instructions, guide, examples and safety 

instructions in this document and other supporting documents. 

This product must be used in compliance with all applicable safety laws and regulations, 

specified requirements and technical parameters. Due to planned application, you must 

perform a risk assessment before using this product. Appropriate safety-related measures 

must be taken based on the results of the evaluation.  

Since this product should be used as an integral part of the entire machine or process, the 

safety of personnel must be ensured through the design of the entire system. 

This product must be used with the specified cables and accessories. Please use only 

original spare parts and original replacement parts. 

Any use other than that expressly permitted is prohibited as unintended hazards may 

result. 

Network Safety Tips 
A. Use controllers and devices only in protected environments to minimize network 

exposure and ensure inaccessibility from the outside. 

B. Use a firewall to protect the control system network and separate it from other 

networks. 

C. If remote access is required, please use a VPN (Virtual Private Network) tunnel. 

D. Restrict access to development and control systems by physical means, operating 

system capabilities, etc. 

E. Protect development and control systems with the latest virus detection solutions. 
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About this manual 

Document Scope 
This guide introduces the hardware implementation of C3351 programmable controller 

and CODESYS programming cases. It provides descriptions, characteristics, wiring 

diagrams and installation details for Modbus TCP and Modbus COM network adapters 

and Digital Input, Digital Output, Analog Input, Analog Output, and special modules. 

Validity Statement 
In accordance with our policy of continuous improvement, we will continue to revise the 

content of this manual to make it clearer and more accurate. 

Sichuan ODOT Automation System Co., Ltd. reserves the right of final 

interpretation of this manual. 

Product Information  

 DANGER 
HAZARD OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH  

Disconnect power from all equipment (including connected equipment) before removing any 

covers, or installing or removing any accessories, hardware, cables, or wires, unless otherwise 

specified in the corresponding hardware guide for this equipment. 

As directed, at the appropriate place and time, it is important to always use a properly rated voltage 

sensing devices to detect if the power is off. 

Replace and secure all covers, accessories, hardware, cables and wires, and verify proper ground 

connection before powering on the device. 

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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 DANGER 
POSSIBLE EXPLOSION HAZARD  

Do not connect or disconnect equipment unless it is unplugged or the location is known to be 

non-hazardous.  

Use the USB port (if equipped) only if the work area is known to be non-hazardous.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 

WARNING  
OUT OF CONTROL 

The designer of any control scheme must account for the possible failure of the control path and 

provide a means for certain critical control functions could be restored to a safe state during and 

after path failure. These critical control functions include emergency stop, over-travel stop, 

power-off restart, and similar safety measures. 

For critical control functions, separate or redundant control paths must be provided.  

System control paths may include communication links. Consideration must be given to the 

implications of unforeseen transmission delays or link failures.  

Comply with all accident prevention regulations and local safety guidelines. 

To guarantee proper operation, each implementation of the device must be fully tested 

individually before being placed into service.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 AVERTISSEMENT 
PERTE DE CONTROLE 

Le concepteur de tout programme de contr¹le doit tenir compte de lô®ventuelle d®faillance de la 

trajectoire de commande et pr®voir un moyen pour certaines fonctions de contr¹le critiques de 

revenir ¨ un ®tat s¾r en cas de d®faillance de la trajectoire et apr¯s. Ces fonctions de contr¹le cl®s 

comprennent lôarr°t dôurgence, lôarr°t hors port®e, le red®marrage en cas de panne de courant et 

des mesures de s®curit® similaires. 

Pour les fonctions de contr¹le critiques, des chemins de contr¹le distincts ou redondants doivent 

°tre fournis. 

Le chemin de contr¹le du syst¯me peut inclure des liens de communication. Les probl¯mes 

implicites de retard impr®vu de transmission ou de d®faillance de liaison doivent °tre pris en 

consid®ration. 

Respectez toutes les r¯gles de pr®vention des accidents et les directives de s®curit® locales. 

Afin de garantir un fonctionnement correct, il est essentiel que chaque ex®cution de lô®quipement 

soit test®e individuellement et en d®tail avant sa mise en service. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

WARNING  
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UNINTENDED EQUIPMENT OPERATION 

Only use software approved by Sichuan ODOT Automation System Co., Ltd. for use with this 

equipment.  

Please update the application after every change to the physical hardware configuration. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 AVERTISSEMENT 
FONCTIONNEMENT INATTENDU DE LôEQUIPEMENT 

Utilisez uniquement un logiciel approuv® par Sichuan ODOT Automation System Co., Ltd. pour 

une utilisation avec cet ®quipement. 

Veuillez mettre ¨ jour lôapplication apr¯s chaque modification de la configuration mat®rielle 

physique. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

WARNING  
UNINTENDED EQUIPMENT OPERATION 

The risk assessment should include the possibility of a communication failure between the logic 

controller and any I/O expansion modules. 

If the I/O module output signal "maintain current value" does not meet your application 

requirements when the I/O expansion Bus error occurs, other solutions should be used to ensure 

that the application can cope with Bus error events. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 AVERTISSEMENT 
FONCTIONNEMENT INATTENDU DE LôEQUIPEMENT 

Lô®valuation des risques devrait inclure la possibilit® dôune panne de communication entre le 

contr¹leur logique et tout module dôextension dôE/S. 

Si le signal de sortie du module dôE/S çmaintenir la valeur actuelleè ne r®pond pas aux exigences 

de votre application lorsque lôerreur du Bus dôextension dôE/S se produit, dôautres solutions 

doivent °tre utilis®es pour sôassurer que lôapplication peut faire face aux ®v®nements dôerreur de 

Bus. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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1 Product Overview 

Remote IO system consists of network adapter module and extended IO module. The 

network adapter module controls fieldbus communication and it realizes communication 

link with host station controller or host computer software. 

The extended IO module controls the connection with the input and output sensors in 

the field. At first the Input IO module collects the field signals and sends it to the network 

adapter through the internal bus. Secondly the controller reads and processing data from 

the adapter through the field bus, and it writes the output data into the network adapter, 

then the network adapter could write the output data into the output IO module via the 

internal bus, so the field equipment control could be realized. 

According to the communication interface of the controller system, the network adapter 

could select the corresponding bus module and mainstream industrial communication 

protocols including Modbus, Profibus-DP, Profinet, EtherCAT, EtherNet/IP, CANsopen, 

CC-Link, PowerLink, etc. And there are 6 categories of extended IO modules such as: 

digital input module, digital output module, analog input module, analog output module, 

special module, hybrid IO module, etc. 

The network adapter and the extended IO module could be freely combined according 

to the field requirements, and it could achieve lower cost with the Remote IO module 

when the project requires more data points. 
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1.1 Module Feature 

 

 

1.2 Module Layout 

The ODOT-C series is a remote I/O module. The adapter module lies on the far left, and 

on the right are extended I/O modules.  
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1.3 Module Selection Table 

No. Module Function State 

1 CN-8011 Modbus-RTU Bus Adapter Published 

2 CN-8012 Profibus DP Bus Adapter Published 

3 CN-8013 CC-Link Bus Adapter  Published 

4 CN-8021 CANopen Bus Adapter Published 

5 CN-8022 DeviceNet Bus Adapter Unpublished 

6 CN-8031 Modbus TCP Network Adapter Published 

7 CN-8032 Profinet Network Adapter Published 

8 CN-8032-L Profinet Network Adapter Published 

9 CN-8032-S Profinet Network Adapter Published 

10 CN-8033 EtherCAT Network Adapter Published 

11 CN-8034 EtherNET/IP Network Adapter Published 

12 CN-8037 CC-Link IEFB Network Adapter Published 

13 CT-1218 8 Channels digital input   PNP/24VDC is valid Published 

14 CT-121F 16 Channels digital input   PNP/24VDC is valid Published 

15 CT-1228 8 Channels digital input    NPN/0VDC is valid Published 

16 CT-122F 16 Channels digital input   NPN/0VDC is valid Published 

17 CT-124H 32 Channels digital input   PNP/24VDC or NPN/0VDC is valid Published 

18 CT-124D 32 Channels digital input   PNP/24VDC or NPN/0VDC is valid Published 

19 CT-125F 16 Channels digital input   PNP/24VDC is valid Published 

20 CT-126F 16 Channels digital input   NPN/0VDC is valid Published 

21 CT-1314 4 Channels digital input    220VAC Published 

22 CT-2224 4 Channels digital output    2A/PNP/24VDC is valid Published 

23 CT-2218 8 Channels digital output    0.5A/NPN/0VDC is valid Published 

24 CT-2228 8 Channels digital output    0.5A/PNP/24VDC is valid Published 

25 CT-222F 16 Channels digital output   0.5A/PNP/24VDC is valid Published 

26 CT-222F-NP 16 Channels digital output   0.5A/PNP/24VDC is valid Published 

27 CT-222H 32 Channels digital output   0.5A/PNP/24VDC is valid Published 

28 CT-222D 32 Channels digital output   0.5A/PNP/24VDC is valid Published 

29 CT-221F 16 Channels digital output   0.5A/NPN/0VDC is valid Published 

30 CT-221H 32 Channels digital output   0.5A/NPN/0VDC is valid Published 

31 CT-221D 32 Channels digital output   0.5A/NPN/0VDC is valid Published 

32 CT-2244 
4 Channels digital output    0.5A/PNP/24VDC or NPN/0VDC 

is valid 
Unpublished 

33 CT-225F 16 Channels digital output   0.25A/NPN/0VDC is valid Published 

34 CT-226F 16 Channels digital output   0.5A/PNP/24VDC is valid Unpublished 

35 CT-2718 8 Channels relay output    1A/30VDC/30W Discontinued 

36 CT-2738 8 Channels relay output    1A/30VDC/30W Published 
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37 CT-2754 4 Channels relay output    3A/30VDC/90W Published 

38 CT-2794 4 Channels relay output    2A/250VAC/500VA Published 

39 CT-3158 
8 Channels voltage input      

0~5VDC/0~10VDC/±5VDC/±10VDC,12 bits 
Discontinued 

40 CT-3134 
4 Channels voltage input      

0~5VDC/0~10VDC/±5VDC/±10VDC,15 bits /16 bits 
Published 

41 CT-3168 
8 Channels voltage input      

0~5VDC/0~10VDC/±5VDC/±10VDC,15 bits /16 bits 
Published 

42 CT-3234 4 Channels current input    0&4-20mA, 15 bits single-end Published 

43 CT-3238 8 Channels current input    0&4-20mA, 15 bits single-end Published 

44 CT-3258 
8 Channels current input    0͘20mA /-20~0mA /±20mA, 12 

bits single-ended bipolar 
Discontinued 

45 CT-3268 
8 Channels current input    0͘20mA /-20~0mA /±20mA, 15 

bits single-ended bipolar 
Published 

46 CT-3274 
4 Channels current input    0͘20mA /4~20mA /±20mA , 16 

bits single-end 
Published 

47 CT-3713 3 Channels RTD input    RTD-PT100 Published 

48 CT-3723 3 Channels RTD input    RTD-PT1000 Published 

49 CT-3716 6 Channels RTD input    RTD-PT100 Published 

50 CT-3726 6 Channels RTD input    RTD-PT1000 Published 

51 CT-3734 
4 Channels RTD input    RTD-PT100, isolation between 

channels 
Published 

52 CT-3744 
4 Channels RTD input    RTD-PT1000, isolation between 

channels 
Published 

53 CT-3804 
4 Channels thermocouple input    TC-J / K/ E / T / S / R / B / N 

/ C Type 

Discontinued 

54 CT-3808 
8 Channels thermocouple input    TC-J / K/ E / T / S / R / B / N 

/ C Type 

Discontinued 

55 CT-3844 
4 Channels thermocouple input (filter adjustable)    TC-J / K/ E 

/ T / S / R / B / N / C Type 
Published 

56 CT-3848 
8 Channels thermocouple input (filter adjustable)    TC-J / K/ E 

/ T / S / R / B / N / C Type 
Published 

57 CT-4154 
4 Channels voltage output      

0~5VDC/0~10VDC/±5VDC/±10VDC,16 bits 
Published 

58 CT-4158 
8 Channels voltage output      

0~5VDC/0~10VDC/±5VDC/±10VDC,16 bits 
Published 

59 CT-4234 4 Channels current output    0&4-20mA/16 bits single-end Published 

60 CT-4238 8 Channels current output    0&4-20mA/16 bits single-end Unpublished 

61 CT-5000 Dummy module Published 

62 CT-5102 2 Channels encoder input    5VDC Published 

63 CT-5112 2 Channels encoder input    24VDC Published 

64 CT-5122 2 Channels encoder input         SSI input Published 

65 CT-5142 2 Channels encoder input         differential input Published 

66 CT-5212 
8 Channels digital input /2 channels digital output /2 channels 

pulse output 
Published 

67 CT-5224 
4 Channels digital input /4 channels digital output /4 channels 

PWM output 
Published 
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68 CT-5321 
1 Channel serial port module       Modbus master/Modbus 

slave/free protocol  
Published 

69 CT-5331 1 Channel CANopen master module Published 

70 CT-5341 1 Channel Profibus DP master module Published 

71 CT-5711 Fieldbus extended master module  Published 

72 CT-5721 Fieldbus extended slave module Published 

73 CT-5800 End card-mandatory module Discontinued 

74 CT-5801 End card-mandatory module (No state, no configuration) Published 

75 CT-5802 End card-mandatory module (No state, no configuration) Unpublished 

76 CT-623F 
8 Channels digital input     PNP/24VDC or NPN/0VDC  

Published 
8 Channels digital output     0.5A/PNP/24VDC is valid 

77 CT-7100 
Field power expansion module    24V/8A (No state, no 

configuration) 
Published 

78 CT-7220 
Power supply expansion module   SV: 5V/2A   FV: 24V/ 8A 

(No state, no configuration) 
Published 

79 CT-7221 Power supply expansion module    SV: 5V/2A   FV: 24V/ 8A Published 

80 CT-730F 18 Channels field power distribution module   18*0VDC Published 

81 CT-731F 18 Channels field power distribution module   18*24VDC Published 

82 CT-732F 18 Channels field power distribution module   18*PE Published 

83 CT-7339 
18 Channels field power distribution module   

9*24VDC/9*0VDC 
Published 

84 CT-7346 
18 Channels field power distribution module   

6*24VDC/6*0VDC/6*PE 
Published 
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1.4 LED Indicators 

The user can easily check the power state of adapter and I/O module, I/O module 

operating state, and the number of I/O channels though LED state. And the detailed 

indicator state should refer to the related adapter or IO modules. 

 

 

WARNING  
OUT OF CONTROL  

For details about the indicator status of the network adapter module, see related chapters. 

For details about the indicator status of the I/O module, see related chapters. 

Different indicator states indicate that the module is in different working states. 

The indicator status is incorrect, and the module is not working properly. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMENT  
PERTE DE CONTRÔL  

Lô®tat de lôindicateur du module adaptateur r®seau se r®f¯re aux notes du chapitre correspondant. 

Lô®tat de lôindicateur du module E/S se r®f¯re aux notes du chapitre correspondant. 

Etat diff®rent de lôindicateur pour montrer que le module est dans diff®rentes conditions de travail. 

Lô®tat de lôindicateur nôest pas correct et le module fonctionne incorrectement. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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1.5 Grounding 

There is one metal Spring sheet on the back of the module, which is used for effective 

grounding with the guide rail. The metal spring sheet and the adapter PE (protective 

earthing) are connected internally. 

 

1.5.1 Functional grounding on the DIN rail  

The system DIN rail is the common functional grounding plane and must always be 

mounted on a conductive backplane. 

 WARNING 
UNINTENDED EQUIPMENT OPERATION 

ĿConnect the DIN rail to the functional grounding of the installed equipment. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 AVERTISSEMENT 
FONCTIONNEMENT INATTENDU DE LôEQUIPEMENT 

ĿConnectez le rail DIN ¨ la mise ¨ la terre fonctionnelle de lô®quipement install®. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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1.5.2 System Grounding 

Due to the influence of electromagnetic interference, cables carrying fast I/O, analog I/O 

and fieldbus communication signals must be shielded cables. 

 WARNING 
UNINTENDED EQUIPMENT OPERATION 

ĿPlease use shielded cables for all fast I/O, analog I/O, and communication signals. 

ĿPlease use shielded cables for single point connection for all fast I/O, analog I/O and 

communication signals. [1]  

ĿArrange power cables separately from communication and I/O cables. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

[1] Multi-point grounding is permitted (and in some cases unavoidable) if it is 

connected to the equipotential grounding plane to avoid damage to the cable 

shield in the event of a power system short-circuit current. When using 

shielded cables, the following wiring rules need to be followed: 

For the protective earthing (PE), metal pipes or wires can be used as part of 

the shield length, the premise is it should provide the entire earthing 

connection continuously without interruption. For functional grounding, 

shielding is used to reduce electromagnetic interference and the shielding 

must be continuous throughout the cable without interruption. If for both 

functional and protective purposes (This is usually the case for 

communication cables), the shielding of the cable must be continuous without 

interruption.  

Cables carrying different types of signals or power should be separated 

whenever possible. 
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 AVERTISSEMENT 
FONCTIONNEMENT INATTENDU DE LôEQUIPEMENT 

Utilisez des c©bles blind®s pour toutes les entr®es/sorties rapides, entr®es/sorties analogiques et 

signaux de communication. 

Mise ¨ la terre en point unique avec c©ble blind® pour toutes les entr®es/sorties rapides, 

entr®es/sorties analogiques et signaux de communication. [1] 

C©blez les c©bles dôalimentation s®par®ment des c©bles de communication et des c©bles dôE/S. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

La mise ¨ la terre multipoint est permise si elle est connect®e ¨ la surface de 

raccordement ®quipotentielle afin dô®viter dôendommager le blindage du c©ble 

en cas de court-circuit du syst¯me dôalimentation (ce qui est in®vitable dans 

certains cas). Lorsque vous utilisez un c©ble blind®, vous devez suivre les 

r¯gles de c©blage suivantes: 

Condensation de la masse de protection pour (PE), la fabrication dôouvrages 

en m®taux de bloquer la longueur du tron­on ou peuvent servir ¨ condition que 

lôensemble de la liaison entre la masse coh®rente sans interruption pour 

fonctionnelle au sol, destin®s ¨ r®duire les perturbations ®lectromagn®tiques, 

le blindage et entiers blindage du c©ble de la coh®rence sans interruption, si 

parall¯lement ¨ des fins de protection fonctionnelle et c©bles normalement 

côest le cas), Le blindage des c©bles doit °tre continu sans interruption. En 

m°me temps, les c©bles qui transmettent diff®rents types de signaux ou 

dôalimentation doivent °tre s®par®s. 

 

1.5.3 Protective Earthing on the backplane (PE) 

The protective earthing (PE) is connected to the conductive backplane by a heavy-duty 

conductor (usually a braided copper cable with the largest allowable cable cross-section). 

There is a metal spring plate on the back of the module, which is used for effective 

grounding with the Din rail, and the metal spring plate is connected to the inside of the 

terminal PE of the adapter module. 

1.5.4 Shielded Cable Connection 

Cables carrying fast I/O, analog I/O and fieldbus communication signals must be shielded. 

The shielded cable must be firmly grounded. The fast I/O and analog I/O shields can be 

connected to the functional grounding or protective earthing (PE) of the C3351 expansion 

module. The fieldbus  communication cable shields must be connected to protective 

earthing (PE) via using connection clamps fastened to the conductive backplane installed. 
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1.6 Wiring 

Use push-in method to connect single-wire or crimp terminal wires without any other 

tools. Users can save wiring time and ensure a safe operation regardless of wiring 

experience. 

 

 

The module equips with a wiring fixed end for cable harness, which is used to fix the 

cable when the IO module is wired with multiple cables.  
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WARNING  
UNINTENDED EQUIPMENT OPERATION 

Use shielded cables for all fast I/O, analog I/O, and communication signals. 

Single-point grounding with shielded cables for all fast I/O, analog I/O, and communication 

signals. 

Route power cables separately from communication cables and I/O cables. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 AVERTISSEMENT 
FONCTIONNEMENT INATTENDU DE LôEQUIPEMENT 

Utilisez des c©bles blind®s pour toutes les entr®es/sorties rapides, entr®es/sorties analogiques et 

signaux de communication. 

Mise ¨ la terre en point unique ¨ lôaide dôun c©ble blind® pour toutes les entr®es/sorties rapides, 

entr®es/sorties analogiques et signaux de communication. 

C©blez les c©bles dôalimentation s®par®ment des c©bles de communication et des c©bles dôE/S. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

If connected to an equipotential ground to avoid damaging the cable shield in the event of 

a short circuit current in the power system, multi-point grounding is allowed (which in 

some cases is unavoidable). 

Note: Surface temperatures may exceed 60ÁC (140ÁF). 

To comply with the IEC-61010 standard, the main wiring (the wires connected to the main 

power supply) should be arranged separately and separated from the secondary wiring (the 

ultra-low voltage wiring from the intermediate power supply). If separate wiring is not 

possible, double insulation, such as conduit or cable gain, must be performed. 

Note: Copper wire is required. 

DANGER 
FIRE HAZARD  

Only use the correct wire rules for the maximum current capacity of the I/O channels and power 

supplies. 

For relay output (2A) wiring, please use conductors with a cross-sectional area of at least 0.5 mmĮ 

(AWG20) and a temperature rating of at least 80ÁC (176ÁF). 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 



                                             

http: // www.odotautomation.com                    44                   TEL: +86-0816-2538289 

 

1.7 Installation 

1.7.1 Installation and maintenance requirements 

The use and application of the information contained in this chapter requires expertise in 

the design and programming of automatic control systems. Only the user, machine builder 

or integrator can clearly understand the various situations and factors that may arise during 

installation and set-up, operation and maintenance, and therefore can determine the 

effective and correct use of automation and associated equipment, related safety devices 

and interlocks equipment. When selecting automation and control equipment and any other 

related equipment or software for a particular application, all applicable local, regional or 

national standards and/or regulations must also be considered. 

In particular, observe any safety information, different electrical requirements and 

regulatory standards applicable to the machine or the use of the equipment. 

If the equipment is used in a manner not specified by the manufacturer, the protection 

provided by the equipment may be impaired. 

1.7.1.1 Environmental Requirements 

All expansion module components must be electrically isolated between the internal circuit 

and the input/output channel, and the modules must be installed in a control cabinet or 

electric control room. The equipment is intended for use in industrial environments with 

pollution class 2 and altitudes below 2000 m.  

 WARNING 
UNEXPECTED EQUIPMENT OPERATION 

Do not exceed any ratings specified in the Environmental and Electrical Characteristics Table. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Ne dépassez aucune évaluation spécifiée dans le tableau de caractéristiques environnementales 

et électriques..  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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 WARNING 
UNINTENDED EQUIPMENT OPERATION 

The modules are not suitable for use in harsh environments, such as environments with corrosive 

gases or salt spray.  

Install and operate this equipment in accordance with the conditions described in "Environmental 

Characteristics".  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Le module ne convient pas aux environnements difficiles, par exemple avec des gaz corrosifs ou 

des environnements de brouillard salin. 

Installez et faites fonctionner cet équipement selon les conditions décrites dans les caractéristiques 

environnementales. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection fournie 

par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des blessures ou des 

dommages ¨ lô®quipement. 
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1.7.1.2 Installation Precautions 

 WARNING 
UNINTENDED EQUIPMENT OPERATION 

Use appropriate safety interlocks in situations where there may be a risk of personal injury and/or 

equipment damage.  

Install and operate the equipment in an enclosure that is locked by a key locking device and 

complies with the level of the environment in which the equipment operates.  

Use the sensor and actuator power supply only for powering the sensors or actuators connected 

to the module.  

Wiring and output circuits must be wired and fused in accordance with local and national 

regulations for specific equipment rated amperage and voltage.  

Do not use this device in a safety-critical machine environment unless it is designated as a 

functional safety device and complies with applicable regulations and standards.  

Do not disassemble, repair or modify this equipment.  

Do not connect any lines to reserved unused connection points, or connection points indicated as 

No Connection (NC). 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Utiliser des dispositifs de verrouillage de sécurité appropriés dans les situations où il peut y avoir 

un risque de blessures corporelles et/ou de dommages ¨ lô®quipement. 

Installer et faire fonctionner lô®quipement dans une enceinte verrouill®e par un dispositif de 

verrouillage ¨ cl® et conforme au niveau de lôenvironnement dans lequel lô®quipement fonctionne. 

Utilisez lôalimentation du capteur et de lôactionneur uniquement pour alimenter les capteurs ou 

les actionneurs connectés au module. 

Les circuits de câblage et de sortie doivent être câblés et fusionnés conformément aux 

r®glementations locales et nationales pour lôamp®rage et la tension nominale dô®quipement 

spécifique. 

Nôutilisez pas cet appareil dans un environnement de machine critique pour la s®curit®, sauf sôil 

est désigné comme un dispositif de sécurité fonctionnel et conforme aux réglementations et aux 

normes applicables. 

Ne pas démonter, réparer ou modifier cet équipement. 

Ne connectez aucune ligne aux points de connexion inutilisés réservés, ou aux points de 

connexion indiqués comme aucune connexion (NC). 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

1.7.1.3 Correct Installation 

DIN-Rail Lock could be safely and reliably installed on 35 mm DIN-Rail. There is a 

manual closure buckle on the upper side of all modules for locking, and a manual buckle 



                                             

http: // www.odotautomation.com                    47                   TEL: +86-0816-2538289 

 

is on the left side of the adapter for locking the guide rail.  

 

 

The module can be installed vertically or horizontally. The following diagram shows the 

vertical and horizontal installation. 

 

 

 

 

Right view of horizontal installation  Horizontal installation  
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Top view of vertical installation  Vertical installation 

 

 

 WARNING 
OUT OF CONTROL  

The lock of the I/O module must be pressed firmly; otherwise, the communication of the I/O 

module may be disconnected.  

The lock of the I/O module must be pressed firmly, otherwise the module may fall off. 

When installing the I/O module, no gap should be left between the modules. Otherwise, the I/O 

channel may not work properly.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

PERTE DE CONTROLE  

La boucle du module dôentr®es/sorties doit °tre bloqu®e en place, faute de quoi la communication 

du bloc dôentr®es/sorties peut ®chouer. 

La boucle du module dôentr®e/sortie doit °tre bloqu®e en place, sinon le module peut tomber. 

Les modules dôentr®es/sorties ne doivent pas °tre install®s entre les modules. Autrement, les 

canaux dôentr®es/sorties peuvent ne pas fonctionner correctement. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

NOTICE 
DEVICE INOPERABLE  
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The installation position of the I/O module in the middle is not fixed. According to the layout 

position needed by customer, after the actual project confirms the installation position, it is not 

allowed to move the position of the I/O module.  

Each station needs to add terminal modules.  

Failure to follow the above instructions could result in damage to the equipment. 

1.7.1.4 The Use of Power Modules 

Power modules need to be added based on the actual number of I/O modules. The positions 

of power modules are not fixed between I/O modules. Therefore, the designer must 

determine the installation positions of power modules in advance. 

 WARNING 
UNINTENDED EQUIPMENT OPERATION 

If the total current of the I/O modules installed at the rear of the adapter device exceeds the 

provided current, but no power module is added, the I/O module channels will work abnormally. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Si le courant total des modules dôentr®es/sorties mont®s ¨ lôarri¯re de lôappareil d®passe le courant 

fourni sans que le module dôalimentation soit ajout®, le canal du module dôentr®es/sorties 

fonctionnera de manière anormales. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

1.7.2 Removal 

When the module is removed, it needs to manually unlock the guide rail on the upper 

side of the module. For the adapter module, you also need to unlock the left rail buckle 

counterclockwise. 
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 WARNING 
UNINTENDED EQUIPMENT OPERATION 

The module does not support the hot swap function. When removing or replacing a module, it is 

necessary to power off before removing or replacing the module.  

When replacing I/O modules in later maintenance, please note that the model and slot number 

should be replaced correspondingly. It is not allowed to replace with the wrong module model or 

move the sequence of I/O modules at will, otherwise there will be a risk of burning out the module 

or damaging the field equipment. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Le module ne prend pas en charge la fonction dô®change ¨ chaud. Lorsque vous enlevez ou 

remplacez le module, vous devez mettre hors tension avant dôenlever ou de remplacer le module. 

Lors du remplacement du module dôentr®e/sortie apr¯s lôentretien, faites attention au num®ro de 

modèle et de slot pour correspondre au remplacement, ne permet pas de remplacer le mauvais 

mod¯le de module, ne permet pas de d®placer al®atoirement lôordre du module dôentr®e/sortie, 

sinon il y aura un risque de br¾ler le module ou dôendommager lô®quipement sur le site. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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1.7.3 Installation Clearance 

When installing or removing a module, leave a minimum clearance. 

 

 

 

 WARNING 
UNINTENDED EQUIPMENT OPERATION 

ĿInstall the equipment that dissipates the most heat at the top of the cabinet to ensure proper 

ventilation. 

ĿPlease do not place this device near or above equipment that may cause overheating. 

ĿInstall the equipment so that it maintains the minimum clearances stated in this document to all 
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nearby structures and equipment. 

ĿInstall all equipment according to the specifications in the relevant documentation. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Installez lô®quipement qui dissipe le plus de chaleur sur le dessus de lôarmoire pour assurer une 

ventilation appropriée. 

Ne placez pas lôappareil ¨ c¹t® ou au-dessus dôun appareil qui pourrait causer une surchauffe. 

Installez lô®quipement ¨ un endroit o½ lôespacement minimal d®crit dans le pr®sent document est 

maintenu avec toutes les structures et tous les équipements à proximité. 

Installez tout lô®quipement conform®ment aux sp®cifications de la documentation pertinente. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

1.7.4 Incorrect Installation Location 

A. The lock on the left side of the C3351 device is not pressed firmly to the Din rail. 

B. After the installation is completed, the lock on the upper side of the module is not pressed 

to lock the Din rail, or the pressed position is not in place. 

C. After the installation is completed, the lower part of the side of the module is not 

installed in place, and the module is not installed vertically, but is inclined to the backplane. 

D. There are gaps between modules. 
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1.7.5 Installation Size 

Adapter size: 115*51.5*75mm   I/O module size: 115*14*75mm 
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1.8 Power Supply 

 DANGER 
FIRE HAZARD  

Use only the correct wire specifications for the maximum current capacity of the power supply. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

 

 WARNING 
UNINTENDED EQUIPMENT OPERATION 

Please do not exceed any ratings specified in the Environmental and Electrical Characteristics 

table. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

Ne dépassez aucune évaluation spécifiée dans le tableau de caractéristiques environnementales 

et électriques..  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 

 

The device and associated expansion modules require a power supply rated at 24 VDC. 

According to IEC 61140, the 24 VDC power supply must be rated safety extra-low voltage 

(SELV) or protective extra-low voltage (PELV). These power supplies are isolated between 

its electrical input and output circuit. 

  



                                             

http: // www.odotautomation.com                    55                   TEL: +86-0816-2538289 

 

 WARNING 
OVERHEATING AND FIRE HAZARD  

Never connect the device directly to the line voltage. 

Please use only insulated SELV or PELV power supply to power the device.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

SURCHAUFFE ET RISQUE DôINCENDIE  

Ne connectez jamais lôappareil directement ¨ la tension de la ligne. 

Veuillez utiliser uniquement une alimentation électrique SELV ou PELV isolée pour alimenter 

lôappareil. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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1.9 Ventilation Requirements 

NOTICE 
IO module, please install in the control cabinet with door lock (control cabinet shell 

protection >IP20); 

Installation can not be placed under the heat generating elements, the surrounding ventilation and 

heat dissipation space should be large enough, there should be more than 30MM between the 

basic unit and the expansion unit; 

The upper and lower parts of the switchgear should have ventilated shutters to prevent direct 

sunlight exposure; 

During installation, avoid metal shavings and wire tips falling into the controller's ventilation 

holes, which may cause fire, failure, and misoperation. 

Failure to follow the above instructions could result in damage to the equipment. 

 

1.10 Scrap Processing 

Scrap condition: 

1. The use time has exceeded the specified service life, the main structure is obsolete, 

the components are aging, the performance indicators are reduced, and the basic 

requirements of use are not met; 

2. The damage is so severe that it is beyond repair or the repair cost is close to or exceeds 

the price of the new purchase of similar electronic equipment; 

3. Serious pollution of the environment endangers personal safety and health, technical 

transformation is difficult or the cost of transformation is uneconomical; 

4. Backward technical performance, high energy consumption, low efficiency, 

maintenance and use of uneconomical. 

5. The quality is inferior, does not meet the technical standards, and does not meet the 

minimum performance indicators in the application. 

6. Equipment that cannot be used for other reasons and should not be transferred to other 

enterprises without retaining value. 

 

 WARNING 
Since this product cannot be discarded with other household waste, when the end user intends 

to discard this product, it must be sent to the appropriate facility for recovery and recycling. 

Do not discard directly in the trash. 

Comply with the relevant laws and regulations, the destruction process should choose a legitimate 

organization for processing. 
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AVERTISSEMEN  

Comme ce produit ne peut pas °tre jet® avec dôautres ordures m®nag¯res, lorsque lôutilisateur 

final a lôintention de jeter ce produit, il doit °tre envoy® ¨ lôinstallation appropri®e pour la 

récupération et le recyclage. 

Ne pas jeter directement à la poubelle. 

Se conformer aux lois et règlements pertinents, le processus de destruction doit choisir une 

organisation légitime pour le traitement. 

 

1.11 Equipment maintenance and repair 

NOTICE 
It is prohibited to replace the detachable power cord with an inappropriate rated wire. 

Any parts that can only be inspected or supplied by the manufacturer or its agents. 

Only for the manufacture of electrical equipment and the operation of personnel with relevant 

skills and knowledge. 

Confirm the safety status of the equipment after maintenance 

Failure to follow the above instructions could result in damage to the equipment. 
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1.12 Disclaimer of Warranties 

1.12.1 Product Usage 

NOTE 

Å  WHEN INSTALLING, OPERATING, AND MAINTAINING THE EQUIPMENT, DO NOT 

EXCEED ANY OF THE RATINGS SPECIFIED IN THE ELECTRICAL 

CHARACTERISTICS;   

Å  WHEN INSTALLING, OPERATING, AND MAINTAINING THE EQUIPMENT, DO NOT 

EXCEED ANY OF THE RATINGS SPECIFIED IN THE ENVIRONMENTAL 

CHARACTERISTICS. DO NOT USE THE PRODUCT IN THE FOLLOWING PLACES: 

PLACES WITH DUST, OIL FUMES, CONDUCTIVE DUST, CORROSIVE GASES, AND 

FLAMMABLE GASES; DO NOT EXPOSE TO HIGH TEMPERATURES, CONDENSATION, 

WIND AND RAIN; VIBRATION AND SHOCK WILL ALSO CAUSE DAMAGE TO THE 

PRODUCT;  

FAILURE TO FOLLOW THE INSTRUCTIONS MAY RENDER THE PROTECTION 

PROVIDED BY THE DEVICE NULL AND MAY RESULT IN MINOR BODILY INJURY OR 

DAMAGE TO THE DEVICE.  

1.12.2 Disclaimer of Warranties 

The Company shall not be liable for any damage or malfunction of the equipment caused 

by: 

1. Transportation damage: equipment damage caused by improper transportation or 

packaging; 

2. Natural factors: damage caused by lightning strikes, voltage fluctuations, water ingress 

or natural disasters (such as fires, floods, etc.); 

3. Improper use: damage caused by overload, non-standard operation, unauthorized 

modification or use of unqualified accessories; 

4. Unauthorized maintenance: equipment failure caused by unauthorized maintenance or 

alteration; 

5. Other non-product reasons: damage caused by other reasons that have nothing to do with 

the equipment itself. 

1.12.3 Repair services 

1. For the damage caused by the above reasons, the company will charge the repair fee 

according to the actual situation. 



                                             

http: // www.odotautomation.com                    59                   TEL: +86-0816-2538289 

 

2. Outside the warranty period, the company provides paid maintenance services, and the 

cost is charged according to the maintenance situation. 

1.12.4 Assumption of Risk 

The company shall not be liable for casualties, property damage or other related losses 

caused by the use of the equipment. All risks are borne by the user. 
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2 BUS Adapter & Network Adapter 

CN-8011 Modbus-RTU Bus Adapter 

1 Module Overview 

CN-8011 Modbus-RTU bus adapter supports standard Modbus-RTU communication, it 

supports function code of 01/02/03/04/05/06/15/16/23, and this device could monitor the 

IO module communication state in real time. 
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2 Technical Parameter 

Hardware Parameter 

System Power 

Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Current: Max.2A@24VDC 

Protection: Reverse Protection, Overcurrent Protection 

Power Consumption 30mA@24VDC 

Internal Bus Supply Current Max̔2.5A@5VDC 

Isolation System Power to Field Power Isolation 

Power Supply Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max. DC 8A 

IO Modules Supported 32 pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Environment Specification 

Operating Temperature 

of Vertical Installation 
-35 ~60  

Operating Temperature 

of Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test 

Temperature 
-40 ~75 

Ingress Protection Rating IP20 

Modbus-RTU Parameter 

Protocol Modbus-RTU/ASCII 

Function Code 01 / 02 / 03 / 04 / 05 / 06 / 15 / 16 / 23 

Baud Rate 2400~115200bps 

Station No. 
1~63(Dial-code switch configuration),64~247(Software 

configuration) 

Interface 5 Pin screw terminal 

Data Bits 7, 8 

Parity Checking N/A, Even, ODD 

Stop Bit 1̆2 

Max. Bus Length 1200m̂ RS485̆ 2400 baud ratẽ  

Terminal resistance and 

offset resistance 
DIP switch configuration 
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DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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3 Hardware Interface 

 

 

 RS485 port 

 Config Interface 

 Module type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 RS485 Interface 

Modbus RS485 port is 5 Pin screw terminals and its Pin definition is as below: 

Pin Definition Description 

1 A+ RS485 A+ 

2 B- RS485 B- 

3 SGND Signal Grounded 

4 Shield Earthing of Shield 

5 PE Protect Earthing 

3.2 Configuration Interface 

           

Switch1: DIP switch used to set the terminal resistance, pull up and down resistance. T: 

terminal resistance, U: pull up resistance, D: pull down resistance. 

 

Switch2: DIP switch used to set the adapter module address. It is set by a 6-bit binary 

hardware dial - code switch, and each Modbus adapter has a unique station address 

(1~63). 

(Special note: When the address needs to be set beyond 63, the address should be dialed 

to set it to 0, and the station address should be set in IO Config software) 

 

Reset: Module reset button, long pressing the button for more than 5 seconds and all 

parameters of the module will be restored to the default value. When the Reset button is 

activated, a green indicator will light up in the upper left corner of the button. 

Config: configured ports, it is standard Micro USB/Type-C interface for configuring 

device parameters and firmware upgrades. 
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3.3 LED Indicator  

 

PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restarted by Hard-Fault 

ON(GREEN) Running 

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Updating 

RUN Network State (GREEN) Definition 

OFF No data exchanging. 

Flash Modbus data exchanging 

ERR Network Error (RED) Definition 

OFF Modbus data exchanging normal 

ON Modbus data exchanging failure 

IRN IO Run (GREEN) Definition 

ON IO Initialization Normal    

OFF IO Initialization Failure 

IER IO Error (RED) Definition 

OFF  IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State (GREEN) Definition 

ON Field Power Normal 

OFF Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 

 

 

NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

5.1 Adapter process data definition 

Modbus-RTU Adapter itself has no input-output process data. 

 

5.2 IO Module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow:  

 

Modbus address mapping table varies according to module combination, and detailed 

address mapping table could be viewed through IO Config ï the configuration software.  
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6 Configuration Parameter Definition 

Configuration Parameter 

Bit No Bit 7 Bit 6 Bit 5 Bit 4 Bit 3 Bit 2 Bit 1 Bit 0 

Byte 0  

Fault 

Action for 

Output 

Fault 

Action for 

Input 

Source of 

Configura

tion Data 

Byte 1 Slave ID 

Byte 2 

BaudRate 
Byte 3 

Byte 4 

Byte 5 

Byte 6  
Serial 

Mode 
Stop Bits Parity Bits Data Bits 

Byte 7 Char Pitch 

Byte 8 
Response Delay(ms) 

Byte 9 

 

Data description: 

Source of Config Data̔ Parameter configuration mode (Default: 0) 

0̔ Configuration Software 

Fault Action for Input ЕInput fault handling mode, when IO module is offline, the adapter 

will process IO module input data according to this mode. (Default: 0, Hold Last Input Value) 

0ЕHold Last Input Value 

1ЕClear Input Value 

Fault Action for OutputЕ Output fault handling mode, when the IO module is offline, 

the adapter will process the IO module output data according to this mode. (Default: 1, 

Clearing Output Value) 

0ЕHold Last Output Value 

1ЕClearing Output Value 

 

Slave ID̔ Modbus slave ID̆hardware dial code or software configuration̆1-247 

Baud Rate̔ Serial port baud ratĕ(Default̔ 2̆9600bps) 

0Е2400bps 

1Е4800bps 
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2Е9600bps 

3Е14400bps 

4Е19200bps 

5Е38400bps 

6Е57600bps 

7Е115200bps 

Data Bits: data bits̆ (default̔  1, 8 bits) 

0Е 7 bits 

1Е 8 bits 

Parity Bits̔Parity Checkinğ (default̔ 0̆no parity) 

0ЕN/A 

1ЕODD 

2ЕEVEN 

Stop Bits̔ stop bits̆ (default̔  0̆1 bits) 

0Е 1 bits 

1Е 2 bits 

Serial Mode̔ Serial port mode (default̔ 0̆RTU) 

0ЕRTU 

1ЕASCII 

Char Pitch: Character Pitch is the detection time of frame interval when receiving a 

message (T is the time of single character transmission, related to baud rate) (default: 2, 

5 characters) 

0Е1.5 characters 

1Е3.5 characters 

2Е5 characters 

3Е10 characters 

4Е20 characters 

5Е50 characters 
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6Е100 characters 

7Е200 characters 

Response Delay(ms)̔Reply delay time from Slave, self-defined, default 10ms, effective 

range: 0-65535. 
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7 System diagnostic area 

The "State input" storage area, address 0x2000 ~ 0x2068, a total of 105 Words. 

No. Storage Type Description Storage Capacity Address Range Read-write 

1 3 Area 
System diagnosis - 

Status input 
105 Word 0x2000~0x2068 RO 

 

Modbus client monitors the address area 0x2000~0x2068 by calling Modbus 04 function 

code to obtain the current working status and error code of the adapter and IO module, 

the data format is shown as below: 

No. 

Modbus 

Address 

(Decimalism) 

Address 

(Hexadecimal) 
Data Name Description 

1 8192 0x2000 Reset Mode Reset State* 

2 8193 0x2001 Reserve   

3 8194 0x2002 DIP switch value   

4 8195 0x2003 Running time - Second   

5 8196 0x2004 Running time - Minute   

6 8197 0x2005 Running time - Hour   

7 8198 0x2006 Running time - Day   

8 8199 0x2007 

N/A Reserved 

9 8200 0x2008 

10 8201 0x2009 

11 8202 0x200A 

12 8203 0x200B 

13 8204 0x200C 

14 8205 0x200D 

15 8206 0x200E 

16 8207 0x200F 

17 8208 0x2010 DI-size 
Discrete quantity input 

area data size  

18 8209 0x2011 DO-size Coil output area data size  

19 8210 0x2012 AI-size 
Input register area data 

size 

20 8211 0x2013 AO-size 
Holding register area data 

size 

21 8212 0x2014 

N/A Reserved 

22 8213 0x2015 

23 8214 0x2016 

24 8215 0x2017 

25 8216 0x2018 

26 8217 0x2019 

27 8218 0x201A 

file:///C:/Users/CCL/Desktop/CN-8031诊断控制区数据地址表-2020.03.16.xls%23'AI-诊断区-复位状态'!A1
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28 8219 0x201B 

29 8220 0x201C 

30 8221 0x201D 

31 8222 0x201E 

32 8223 0x201F 

33 8224 0x2020 

34 8225 0x2021 

35 8226 0x2022 

36 8227 0x2023 

37 8228 0x2024 

38 8229 0x2025 

39 8230 0x2026 

40 8231 0x2027 
Module_Error[0] Module 0 error code 

41 8232 0x2028 

42 8233 0x2029 
Module_Error[1] Module 1 error code 

43 8234 0x202A 

44 8235 0x202B 
Module_Error[2] Module 2 error code 

45 8236 0x202C 

46 8237 0x202D 
Module_Error[3] Module 3 error code 

47 8238 0x202E 

48 8239 0x202F 
Module_Error[4] Module 4 error code 

49 8240 0x2030 

50 8241 0x2031 
Module_Error[5] Module 5 error code 

51 8242 0x2032 

52 8243 0x2033 
Module_Error[6] Module 6 error code 

53 8244 0x2034 

54 8245 0x2035 
Module_Error[7] Module 7 error code 

55 8246 0x2036 

56 8247 0x2037 
Module_Error[8] Module 8 error code 

57 8248 0x2038 

58 8249 0x2039 
Module_Error[9] Module 9 error code 

59 8250 0x203A 

60 8251 0x203B 
Module_Error[10] Module 10 error code 

61 8252 0x203C 

62 8253 0x203D 
Module_Error[11] Module 11 error code 

63 8254 0x203E 

64 8255 0x203F 
Module_Error[12] Module 12 error code 

65 8256 0x2040 

66 8257 0x2041 
Module_Error[13] Module 13 error code 

67 8258 0x2042 

68 8259 0x2043 
Module_Error[14] Module 14 error code 

69 8260 0x2044 

70 8261 0x2045 Module_Error[15] Module 15 error code 
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71 8262 0x2046 

72 8263 0x2047 
Module_Error[16] Module 16 error code 

73 8264 0x2048 

74 8265 0x2049 
Module_Error[17] Module 17 error code 

75 8266 0x204A 

76 8267 0x204B 
Module_Error[18] Module 18 error code 

77 8268 0x204C 

78 8269 0x204D 
Module_Error[19] Module 19 error code 

79 8270 0x204E 

80 8271 0x204F 
Module_Error[20] Module 20 error code 

81 8272 0x2050 

82 8273 0x2051 
Module_Error[21] Module 21 error code 

83 8274 0x2052 

84 8275 0x2053 
Module_Error[22] Module 22 error code 

85 8276 0x2054 

86 8277 0x2055 
Module_Error[23] Module 23 error code 

87 8278 0x2056 

88 8279 0x2057 
Module_Error[24] Module 24 error code 

89 8280 0x2058 

90 8281 0x2059 
Module_Error[25] Module 25 error code 

91 8282 0x205A 

92 8283 0x205B 
Module_Error[26] Module 26 error code 

93 8284 0x205C 

94 8285 0x205D 
Module_Error[27] Module 27 error code 

95 8286 0x205E 

96 8287 0x205F 
Module_Error[28] Module 28 error code 

97 8288 0x2060 

98 8289 0x2061 
Module_Error[29] Module 29 error code 

99 8290 0x2062 

100 8291 0x2063 
Module_Error[30] Module 30 error code 

101 8292 0x2064 

102 8293 0x2065 
Module_Error[31] Module 31 error code 

103 8294 0x2066 

104 8295 0x2067 
Module_Error[32] Module 32 error code 

105 8296 0x2068 

 

*Reset state Register 38193 address data format is shown as below: 
Addres offset Aaddress name Description 

Power on default 

value 

Bit 0 Power_On_Reset Power on reset  0/1 

Bit 1-3 Reserved Reserved 0 

Bit 4 External_Reset External Reset 0/1 

Bit 5 Reserved Reserved 0 

Bit 6 Soft_Reset_Request Soft Reset 0 
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Bit 7 Reserved Reserved 0 

Bit 8 HardFault Hard Fault Reset 0 

Bit 9 StackOver Stack Over Reset 0 

Bit 10 MemoryOver Memory Over Reset 0 

Bit 11-15 Reserved Reserved 0 
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A Dimension drawing 
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CN-8012 Profibus-DP Bus Adapter 

1 Module Overview 

CN-8012 PROFIBUS-DP bus adapter supports access of standard PROFIBUS-DP, and 

the protocol version it supports is DPV0. 
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2 Technical Parameter 

Hardware Parameter 

System Power 

Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Current: Max.2A@24VDC 

Protection: Reverse Protection, Overcurrent Protection 

Power Consumption 30mA@24VDC 

Internal Bus Supply Current Max.: 2.5A@5VDC 

Isolation System Power to Field Power Isolation 

Power Supply Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max. DC 8A 

IO Modules Supported 32 pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Environment Specification 

Operating Temperature 

of Vertical Installation 
-35 ~60  

Operating Temperature 

of Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test 

Temperature 
-40 ~75 

Ingress Protection Rating IP20 

Profibus-DP Parameter 

Protocol PROFIBUS DPV0 

Baud rate 
9.6k, 19.2k, 45.45 k, 93.75 k, 187.5 k, 500 k,  

1.5 M, 3 M, 6 M, 12 Mbps 

Interface Type DB9 female head 

Station Type PROFIBUS Slave 

Station Address Dial code switch configuration 

Topology Bus Topology 

Configuration Max. Length 232 bytes 

IO Data Max. Length 
Input: Max. 244 bytes, Output: Max. 244 bytes, 

Sum of input and out put: Max. 288 bytes 
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DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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3 Hardware Interface 

 

 

 Profibus-DP port 

 Config Interface 

 Module type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 Profibus-DP Interface 

Profibus-DP port is 9 Pin terminals and its Pin definition is as below: 

 
Interface Pin Definition 

Pin Definition Description 

1 Shield Earthing of Shield 

2 -- -- 

3 B Data line B 

4 CNTR-P Direction control-P 

5 DGND Signal Grounded 

6 VP(+) +5v 

7 -- -- 

8 A Data line A 

9 CNTR-N Direction control-N 

3.2 Configuration Interface 

           

Switch: The station addresses of the Profibus DP adapter. It is set by an 8-bit binary 

hardware dial code switch, and each PROFIBUS adapter has a unique station address 

(1~127). 

 
Reset: Module reset button, long pressing the button for more than 5 seconds and all 

parameters of the module will be restored to the default value. When the Reset button is 

activated, a green indicator will light up in the upper left corner of the button. 

Config: configured ports, it is standard Micro USB/Type-C interface for configuring 

device parameters and firmware upgrades. 

3.3 LED Indicator 
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PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restarted by Hard-Fault 

ON(GREEN) Running 

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Updating 

RUN Network State (GREEN) Definition 

OFF DP off-line mode 

ON DP data exchanging mode 

ERR Network Error (RED) Definition 

Off DP data exchanging mode 

Flash DP off-line mode 

IRN IO Run (GREEN) Definition 

ON IO Initialization Normal    

OFF IO Initialization Failure 

IER IO Error (RED) Definition 

OFF  IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State (GREEN) Definition 

ON Field Power Normal 

OFF Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 
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NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

5.1 Adapter process data definition 

Profibus-DP Adapter itself has no input-output process data. 

 

5.2 IO Module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow:  

 

Real-time data exchange is conducted between the network adapter and the extended IO 

module, and the data address table could be dynamically allocated according to the 

different modules inserted in the IO slot. 

The actual mapping address should be added IO module manually in STEP 7, TIA or 

other configured software, and the address would be automatically mapped, so the actual 

mapping address could be checked. 
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6 Configuration Parameter Definition 

Configuration Parameter 

Bit No Bit 7 Bit 6 Bit 5 Bit 4 Bit 3 Bit 2 Bit 1 Bit 0 

Byte 0  

Fault 

Action for 

Output 

Fault 

Action for 

Input 

Source of 

Configura

tion Data 

Byte 1 DP Address 

Data description: 

Source of Config Data̔ Parameter configuration mode (Default: 1, Field BUS configuration) 

0̔Configured software configuration 

1̔Field BUS configuration 

Fault Action for InputЕInput fault handling mode, when IO module is offline, the adapter 

will process IO module input data according to this mode. (Default: 0, Hold Last Input Value) 

0ЕHold Last Input Value 

1ЕClear Input Value 

Fault Action for OutputЕ Output fault handling mode, when the IO module is offline, 

the adapter will process the IO module output data according to this mode. (Default: 1, 

Clearing Output Value) 

0ЕHold Last Output Value 

1ЕClearing Output Value 

DP Address̔ DP slave device no. (Read-only, displayed as the value of the dial code 

switch) 
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A Dimension drawing 
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CN-8013 CC-Link Bus Adapter 

1 Module Overview 

CN-8013 CC-Link bus adapter supports standard CC-Link Ver.2 communication and it 

could monitor the communication status of IO modules in real time. 
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2 Technical Parameter 

Hardware Parameter 

System Power 
Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Protection: Reverse Protection, Overcurrent Protection 

Power Consumption 110mA@24VDC 

Internal Bus Supply Current Max̔2.0A@5VDC 

Isolation System Power to Field Power Isolation 

Power Supply Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max. DC 8A 

IO Modules Supported 32pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Environment Specification 

Operating Temperature 

of Vertical Installation 
-35 ~60  

Operating Temperature 

of Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test 

Temperature 
-40 ~75 

Ingress Protection Rating IP20 

CC-Link Parameter 

Protocol CC-Link Ver.2 

Station Type Remote device station 

Number of Logical Stations 

Occupied 
1, 2, 3, 4 

Extended Loop Setup 1 time, 2 times, 4 times, 8 times 

I/O Data Capacity 
RX/RY capacitŷ bit̃max. 896 

RWr/RWw capacitŷ word̃ max. 128 

Baud Rate 156K/625K/2.5M/5M/10Mbps 

Node Station (Station No.) 
1~64(DIP switch configuration)̆ when DIP switch value is not 

1~64, and the mandatory station number is forced to 1. 

Interface 5 Pin screw terminal 

Max. bus length 1200m̂ 156kbps̃  

Terminal resistance 120ɋ 
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DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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3 Hardware Interface 

 

 

 CC-Link port 

 Config Interface 

 Module type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 CC-Link Interface 

Modbus RS485 port is 5 Pin screw terminals and its Pin definition is as below: 

Pin Definition Description 

1 DA Signal DA 

2 DB Signal DB 

3 DG Signal Grounded 

4 SLD Earthing of Shield 

5 FG Protect Earthing 

3.2 Configuration Interface 

       

Switch1: DIP switch is used to set the terminal resistance. 

Switch2: DIP switch is used to set the adapter module node address (station number) and 

baud rate. 

The node address is set by two hardware DIP switches of decimal number, and each CC-

Link adapter has a unique node address (1~64). ( Please note: when the DIP switch value 

is not 1~64, the node address in the station number is forced to 1.) 

The corresponding relation between baud rate and dial code is: 

Code configuration Communication Rate (bps) 

0 156k 

1 625k 

2 2.5M 

3 5M 

4 10M 

Reset: Module reset button, long pressing the button for more than 5 seconds and all 

parameters of the module will be restored to the default value. When the Reset button is 

activated, a green indicator will light up in the upper left corner of the button. 

Config: configured ports, it is standard Micro USB/Type-C interface for configuring device 

parameters and firmware upgrades. 

3.3 LED Indicator 
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PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restarted by Hard-Fault 

ON(GREEN) Running 

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Updating 

RUN Network State (GREEN) Definition 

OFF No data exchanging. 

ON  CC-Link data exchanging 

ERR Network Error (RED) Definition 

OFF CC-Link data exchanging normal 

ON CC-Link data exchanging failure 

Flash 
When CC-Link communication normally functiones, 

the station number or baud rate will get changed 

IRN IO Run (GREEN) Definition 

ON  IO Initialization Normal   

OFF IO Initialization Failure 

IER IO Error (RED) Definition 

OFF  IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State (GREEN)   Definition 

ON Field Power Normal 

OFF   Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 

 

  



                                             

http: // www.odotautomation.com                    98                   TEL: +86-0816-2538289 

 

NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

5.1 Adapter process data definition 

CC-Link Adapter itself has no input-output process data. 

 

5.2 IO Module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow:  
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6 Configuration Parameter Definition 

Configuration Parameter 

Bit No Bit 7 Bit 6 Bit 5 Bit 4 Bit 3 Bit 2 Bit 1 Bit 0 

Byte 0  
Fault Action 

for Output 

Fault 

Action for 

Input 

Source of 

Configura

tion Data 

Byte 1 Slave ID 

Byte 2 BaudRate 

Byte 3 Occupied Stations 

Byte 4 Extesion Cycles 

Byte 5 Auto Stations/Cycles 

Byte 6 
RX/RY Size(Bits) 

Byte 7 

Byte 8 
RWr/RWw Size(words) 

Byte 9 

 

Data description: 

Source of Configuration Data̔ Parameter configuration mode (Default: 0) 

0̔Configuration Software 

Fault Action for Input ЕInput fault handling mode, when IO module is offline, the adapter 

will process IO module input data according to this mode. (Default: 0, Hold Last Input Value) 

0ЕHold Last Input Value 

1ЕClear Input Value 

Fault Action for OutputЕ Output fault handling mode, when the IO module is offline, 

the adapter will process the IO module output data according to this mode. (Default: 1, 

Clearing Output Value) 

0ЕHold Last Output Value 

1ЕClearing Output Value 

Slave ID̔ CC-Link slave ID number, hardware DIP switch setting, 1-64 

Baud Rate̔ Serial port baud rate, (Default̔ 0̆156bps)) 

0Е156Kbps 
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1Е625Kbps 

2Е2.5Mbps 

3Е5Mbps 

4Е10Mbps 

Occupied Stations̔ The number of logical stations occupied (Default̔3̆4 stations) 

0Е1 station 

1Е2 stations 

2Е3 stations 

3Е4 stations 

Extesion Cycles̔ Extended loop setup (Default̔3̆8 Times) 

0Е1 Time 

1Е2 Times 

2Е4 Times 

3Е8 Times 

Auto Stations/Cycles̔ Automatic counting station number and extension cycle, disable, 

cycle optional. (Default: 0, disabled) 

0Еdisabled 

1Еenabled 

RX/RY Size(Bits)̔ RX/RY Capacity (Bits) 

RWr/RWw Size(words)̔ RWr/RWw Capacity (Word) 
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A Dimension drawing 
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CN-8021 CANopen Bus Adapter 

1 Module Overview 

CN-8021 CANopen bus adapter supports standard CANopen communication and device 

specification DS401. 64 TPDO, 64 RPDO.  



                                             

http: // www.odotautomation.com                    104                   TEL: +86-0816-2538289 

 

2 Technical Parameter 

Hardware Parameter 

System Power 

Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Current: Max.2A@24VDC 

Reverse Protection: YES 

Power Consumption 50mA@24VDC 

Internal Bus Supply Current Max.: 2.5A@5VDC 

Isolation System Power to Field Power Isolation 

Power Supply Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max. DC 8A 

IO Modules Supported 32 pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Environment Specification 

Operating Temperature 

of Vertical Installation 
-35 ~60  

Operating Temperature 

of Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test 

Temperature 
-40 ~75 

Ingress Protection Rating IP20 

CANOPEN Parameter 

Protocol CANopen DS401 

Connect the interface 5PIN terminal 

Station Address Dial code settinĝ 1-99̃  

Process Data 

All inputs up to 512 bytes, outputs up to 512 bytes;  

8-bit data input up to 254 bytes, output up to 254 bytes;  

16-bit data input up to 254 bytes, output up to 254 bytes;  

32-bit data input up to 512 bytes, output up to 512 bytes;  

Configuration Interface Type-C 

Transmission Rate 
10 kbit/s, 20 kbit/s, 50 kbit/s, 100 kbit/s, 125 kbit/s, 250 kbit/s, 500 

kbit/s, 800 kbit/s,1000 kbit/s 
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DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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3 Hardware Interface 

 

 

 CANopen port 

 Config Interface 

 Module type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 CANopen Interface 

The device wiring adpots 5 Pin screw terminals and its Pin definition is as below: 

CANopen interface pin definition 

Pin Definition Description 

1 NC Empty 

2 CANH CAN_H signal bus line 

3 PE Protecting Earthing 

4 CANL CAN_L signal terminal bus line 

5 GND Signal Grounded 

3.2 Configuration Interface 

       

Switch1: DIP switch is used to set the terminal resistance. 

Switch2: DIP switch is used to set the communication baud rate 

Switch3: DIP switch is used to set the address of the adapter module.  It is set by a 2-

bit decimal hardware DIP switch, and each CANopen adapter has a unique station 

address (1~99). 

Reset̔Module reset button, long pressing the button for more than 5 seconds and all 

parameters of the module will be restored to the default value. When the Reset button is 

activated, a green indicator will light up in the upper left corner of the button. 

Config̔configured ports, it is standard Micro USB/Type-C interface for configuring 

device parameters and firmware upgrades. 
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3.4 LED Indicator 

 
PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restarted by Hard-Fault  

ON(GREEN) Running 

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Updating 

RUN Network State (GREEN) Definition 

ON CAN communication has been established 

Flash The CAN communication is not established 

ERR Network Error (RED) Definition 

OFF No Error 

Flash Error Existing 

IRN IO Run Indicator (GREEN)  Definition 

ON  IO Initialization Normal   

OFF IO Initialization Failure 

IER IO Error Indicator (RED)  Definition 

OFF  IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State Indicator (GREEN)    Definition 

ON Field Power Normal 

OFF Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 

 

NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

5.1 Adapter process data definition 

CANopen Adapter itself has no input-output process data. 

 

5.2 IO Module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow: 

 

Input and output data of the IO module are mapped to objects 6000,6200, 6401,6411 

based on data types. TPDO and RPDO both support variable PDO mapping. 
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6 Configuration Parameter Definition 

Configuration Parameter 

No. Description 

Byte 0 Reserved 
Fault Action 

for Output 

Fault 

Action for 

Input 

Source of 

Configurati

on Data 

Byte 1 CAN BaudRate 

Byte 2 CANopen Slave Address 

Byte 3 Reserved Auto Start 

Auto 

Generate 

PDO COB-

ID 

Byte 4  

Byte 5 

... 

Byte 19 

Reserved 

Data description: 

Source of Configuration DataЕParameter configuration mode (Default: 0) 

0ЕConfigured software configuration is valid 

1ЕFieldbus controller configuration is valid 

Fault Action for InputЕInput data handling mode when IO occurs fault (Default: 0) 

0ЕHold Last Input Value  

1ЕClear Input Value  

Fault Action for Output: Output data handling mode when IO occurs fault (Default: 1) 

0ЕHold Last Output Value  

1ЕClear Output Value 

CANopen Slave AddressЕCANopen slave device number (read only, default: 1) 

CAN BaudRateЕCAN bus baud rate Settings (default: 2) 

0Е1 MBit/sec 

1Е800 kBit/sec 

2Е500 kBit/sec 

3Е250 kBit/sec 

4Е125 kBit/sec 
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5Е100 kBit/sec 

6Е50 kBit/sec 

7Е20 kBit/sec  

8Е10 kBit/sec 

 

Auto Generate PDO COB-IDЕPDO identifiers can be automatically assigned, the 

Enable and the Disable is optional. After the PDO identifier is enabled, the PDO 

identifier could be automatically assigned to the I/O module. After the PDO identifier is 

disabled, only 4 predefined PDO are available, and more PDO need to be set by the 

CANOPEN master. It is disabled by default. 

Auto StartЕThe slave is automatically started. Enable and disable is optional. After this 

function is enabled, the site will proactively send a PDO message and uploads the 

message when there is data. It is disabled by default. 
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A Dimension drawing 
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CN-8031 Modbus TCP Network Adapter 

1 Module Overview 

CN-8031 Modbus TCP Network Adapter supports the standard Modbus TCP Server 

Communication, and Ethernet supports the cascade function of dual-port switches. This 

adapter supports access to 5 Modbus TCP clients simultaneously, supports Modbus 

function code 01/02/03/04/05/06/15/16/23, supports the Modbus application of 

watchdog, supports the process data maximum sum of input and output of 8192 bytes, 

and supports number of the extension IO module of 32. Module carries with the 

diagnostic function and it can monitor the communication state of IO module in real 

time. 

  

javascript:;
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2 Technical Parameters 

Hardware Specification 

System Power 

Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Current: Max.2A@24VDC 

Protection: Reverse Protection, Overcurrent Protection 

Power Consumption 50mA@24VDC 

Internal BUS Supply Current Max.2.5A@5VDC 

Isolation System Power to Field Power Isolation 

Field Power Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max. DC 8A 

IO Modules Supported 32 pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Environment Specification 

Operating Temperature of 

Vertical Installation 
-35 ~60  

Operating Temperature of 

Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test Temperature -40 ~75 

Ingress Protection Rating IP20 

Communication Interface Specification 

Protocol Modbus-TCP 

Process Data Area Sum of input and output:8192 Byte 

Diagnostic Function YES 

Number of TCP 5 Clients 

TCP Keepalive YES 

Modbus Watchdog YES (Default: Enable, 30 Seconds) 

Function Code 01/02/03/04/05/06/15/16/23 

Network Interface 2*RJ45 

Speed 10/100Mbps, MDI/MIDX, Full-Duplex 

Distance 100m 

Default IP Address 192.168.1.100 

IP Address DIP switch set or set by IO-Config software  

 

file:///D:/Users/Administrator/AppData/Local/Youdao/Dict/8.8.1.0/resultui/html/index.html#/javascript:;
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http: // www.odotautomation.com                    118                   TEL: +86-0816-2538289 

 

 

  

DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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3 Hardware Interface 

 

 

 Network Interface 

 Config Interface 

 Module Type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 Network Interface 

LAN1/LAN2 support switch function, 10Mbps and 100Mbps data rates, MDI/MID-X 

auto crossover. 

 

Speed: Network Speed (Green) 

ON:100Mbps 

OFF:10Mbps 

Link/Act: Link State, Active State(Orange) 

ON: Link UP 

OFF: Link DOWN 

Flash: Active 

SHIELD: RJ45 Shield Interface 

 

RJ45 Pin definition 

 

  

Pin Definition Description 

1 TD+ Transmitter Signal Positive 

2 TD- Transmitter Signal Negative 

3 RD+ Receiver Signal Positive 

4 -- -- 

5 -- -- 

6 RD- Receiver Signal Negative 

7 -- -- 

8 -- -- 

file:///D:/Users/Administrator/AppData/Local/Youdao/Dict/8.8.1.0/resultui/html/index.html%23/javascript:;
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3.2 Configuration Interface 

       

Switch: the DIP switch is used for setting the IP address (the default IP address is 

192.168.1.100). 

When the dial value is 0, all 4 bytes of the IP address are configured by the software or 

use the default IP address (192.168.1.100). 

When the dial code value is not 0, the last byte of the IP address is determined by the 

dial code value, and the first three bytes could be configured by the software or use the 

default address(192.168.1).  

The relationship between IP address and dial code value is shown in the following table: 

Switch Bit Number (ON: 1, OFF: 0) 
Switch Value IP Address 

1 2 3 4 5 6 7 8 

0 0 0 0 0 0 0 0 0 Configured by software 

1 0 0 0 0 0 0 0 1 x.x.x.1 

0 1 0 0 0 0 0 0 2 x.x.x.2 

1 1 0 0 0 0 0 0 3 x.x.x.3 

. . . . . . . . . . 

. . . . . . . . . . 

0 1 1 1 1 1 1 1 254 x.x.x.254 

1 1 1 1 1 1 1 1 255 x.x.x.255 

Notice: The default IP address after device reset is 192.168.1.100 

Reset: Module reset button, long pressing the button for more than 5 seconds and all 

parameters of the module will be restored to the default value. When the Reset button is 

activated, a green indicator will light up in the upper left corner of the button. 

Config: Configure port, a standard Micro USB/Type-C interface for configuring device 

parameters and firmware upgrades. 
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 WARNING 
OUT OF CONTROL 

If the DIP Switch value is not 0, the DIP switch address value is the station address of the module. 

If the PLC communicates by assigning station address, there is a conflict between the allocated 

address and the DIP address. After power failure and restart, the DIP value address has a high 

priority, resulting in abnormal communication and module loss of control. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

PERTE DE CONTROLE  

Si la valeur du commutateur DIP nôest pas 0, la valeur de lôadresse du commutateur DIP est 

lôadresse de la station du module. Si le PLC communique en assignant lôadresse de la station, il y 

a un conflit entre lôadresse allou®e et lôadresse DIP. Apr¯s une panne de courant et un redémarrage, 

lôadresse de valeur DIP a une priorit® ®lev®e, ce qui entra´ne une communication anormale et une 

perte de contrôle du module. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection fournie 

par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des blessures ou 

des dommages ¨ lô®quipement. 
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3.3 LED indicator 

 

PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restarted by Hard-Fault 

ON(GREEN) Running  

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Updating 

RUN Network State (GREEN) Definition 

ON Modbus Connected 

OFF Modbus Disconnected 

Flash Modbus Read-write 

Quadruple Flash Led Test 

Flash(10Hz) MAC Address Error 

ERR Network Error (RED) Definition 

Flash(2.5Hz) LAN1 and LAN2 Link-Down 

OFF LAN1 or LAN2 Link-Up 

Flash(10Hz) MAC Address Error 

IRN IO Run (GREEN) Definition 

ON IO Initialization Normal 

OFF IO Initialization Failure 

IER IO Error (RED) Definition 

OFF IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State (GREEN) Definition 

ON Field Power Normal 

OFF Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 

 

 

NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

Adapter process data definition 

Modbus-TCP adapter itself has no input-output process data. 

IO Module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow:  

 

Modbus address mapping table varies according to module combination, and the I/O 

module address mapping table carried by CN-8031 has two modes. 

In the 1st mode, it could use the IOConfig configured software to check whether DI is 

mapped to area 1, DO is mapped to area 0, AI is mapped to area 3, and AO is mapped to 

area 4. For special module addresses, it could check the address table in the IOConfig 

configured software. 

In another mode, DI, DO, AI, AO, and special module addresses are all mapped to area 

4, and they are corresponding to different address ranges respectively. The addresses of 

special modules are sorted backwards in sequence referred to the address table in 

IOConfig. And the mapping address ranges are shown in the following table. 

Module Type 
Address Offset 

Read/Write 
Hex Decimal 

AO 0x0000 0 Read & Write  

DO 0x3000 12288 Read & Write 

AI 0x4000 16384 Read only  

DI 0x5000 20480 read only  
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6 Configuration Parameter Definition 

Configuration Parameter 

Bit No Bit 7 Bit 6 Bit 5 Bit 4 Bit 3 Bit 2 Bit 1 Bit 0 

Byte 0 Reserved 
Sniffer 

Port 

Port 

Mirroring 
Reserved 

Fault 

Action for 

Input 

Source of 

Config 

Data 

Byte 1 MAC Address [0] 

Byte 2 MAC Address [1] 

Byte 3 MAC Address [2] 

Byte 4 MAC Address [3] 

Byte 5 MAC Address [4] 

Byte 6 MAC Address [5] 

Byte 7 IP Address [0] 

Byte 8 IP Address [1] 

Byte 9 IP Address [2] 

Byte 10 IP Address [3] 

Byte 11 Net Mask [0] 

Byte 12 Net Mask [1] 

Byte 13 Net Mask [2] 

Byte 14 Net Mask [3] 

Byte 15 Net Gateway [0] 

Byte 16 Net Gateway [1] 

Byte 17 Net Gateway [2] 

Byte 18 Net Gateway [3] 

Byte 19 
Modbus Port 

Byte 20 

Byte 21 Reserved Watchdog 

Byte 22 
Watchdog Time(s) 

Byte 23 

Data description:  

Source of Config DataЕParameter configuration mode (Default: 0) 

0ЕConfiguration Software 

Fault Action for Input ЕInput fault handling mode, when IO module is offline, the adapter 

will process IO module input data according to this mode. 

0ЕHold Last Input Value 

1ЕClear Input Value 
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Port Mirroring ЕThe port mirroring function could mirror the message of adapter network 

data to LAN1 or LAN2 for output. (Default: 0) 

0ЕDisable 

1ЕEnable 

Sniffer PortЕMirror port, which is used to monitor adapter network message data when port 

mirror function is enabled. (Default: 0) 

0ЕLAN1 

1ЕLAN2 

MAC Address: MAC address, read-only property. 

IP Address: Adapter IP address, when the value of the dial-code switch is not 0, the last byte 

of the IP address is replaced by the dial-code value. 

Net Mask: Subnet mask. 

Net Gateway: Gateway address. 

Modbus Port: Modbus-TCP server port number. (Default: 502) 

Watchdog: Modbus watchdog. (Default: 1) 

0ЕDisable 

1ЕEnable 

Watchdog Time(s): Modbus application watchdog period, when the watchdog is enabled, if 

there is no Modbus data exchange on the TCP connection in this period, the TCP connection 

will be disconnected (other TCP connections with data exchange will be remained normally). 

(Default: 30) 
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7 System diagnostic area  

System diagnostic area is divided into two parts.   

The first part: "State input" storage area, address 0x2000 ~ 0x2068, a total of 105 Word. 

 

Modbus client monitors the address area 0x2000~0x2068 by calling Modbus 04 function 

code to obtain the current working status and error code of the adapter and IO module, 

the data format is shown as below: 

No

. 

Modbus 

Address 

(Decimalism

) 

Address 

(Hexadecimal

) 

Data Name Description 

1 8192 0x2000 Reset Mode Reset State* 

2 8193 0x2001 Reserve   

3 8194 0x2002 DIP switch value   

4 8195 0x2003 
Running time - 

Second 
  

5 8196 0x2004 
Running time - 

Minute 
  

6 8197 0x2005 
Running time - 

Hour 
  

7 8198 0x2006 Running time - Day   

8 8199 0x2007 

MAC Current Device MAC 9 8200 0x2008 

10 8201 0x2009 

11 8202 0x200A 
IP Current Device IP 

12 8203 0x200B 

13 8204 0x200C 
MASK 

Current Device 

MASK 14 8205 0x200D 

15 8206 0x200E 
GATEWAY 

Current Device 

GATEWAY 16 8207 0x200F 

17 8208 0x2010 DI-size 
Discrete quantity 

input area data size  

18 8209 0x2011 DO-size 
Coil output area data 

size  

19 8210 0x2012 AI-size 
Input register area 

data size 

20 8211 0x2013 AO-size 
Holding register area 

data size 

21 8212 0x2014 
Config-Client-IP Configured client IP 

22 8213 0x2015 

No. Storage Type Description Storage Capacity Address Range Read-write 

1 3 Area 
System diagnosis - 

Status input 
105 Word 0x2000~0x2068 RO 

file:///C:/Users/CCL/Desktop/CN-8031诊断控制区数据地址表-2020.03.16.xls%23'AI-诊断区-复位状态'!A1
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23 8214 0x2016 Config-Client-Port Configured client port 

24 8215 0x2017 
Modbus-Client-

Number 

Connected Modbus 

client number 

25 8216 0x2018 
Modbus-Client-1-IP Client 1-IP 

26 8217 0x2019 

27 8218 0x201A 
Modbus-Client-1-

Port 
Client 1-Port 

28 8219 0x201B 
Modbus-Client-2-IP Client 2-IP 

29 8220 0x201C 

30 8221 0x201D 
Modbus-Client-2-

Port 
Client 2-Port 

31 8222 0x201E 
Modbus-Client-3-IP Client 3-IP 

32 8223 0x201F 

33 8224 0x2020 
Modbus-Client-3-

Port 
Client 3-Port 

34 8225 0x2021 
Modbus-Client-4-IP Client 4-IP 

35 8226 0x2022 

36 8227 0x2023 
Modbus-Client-4-

Port 
Client 4-Port 

37 8228 0x2024 
Modbus-Client-5-IP Client 5-IP 

38 8229 0x2025 

39 8230 0x2026 
Modbus-Client-5-

Port 
Client 5-Port 

40 8231 0x2027 
Module_Error[0] Module 0 error code 

41 8232 0x2028 

42 8233 0x2029 
Module_Error[1] Module 1 error code 

43 8234 0x202A 

44 8235 0x202B 
Module_Error[2] Module 2 error code 

45 8236 0x202C 

46 8237 0x202D 
Module_Error[3] Module 3 error code 

47 8238 0x202E 

48 8239 0x202F 
Module_Error[4] Module 4 error code 

49 8240 0x2030 

50 8241 0x2031 
Module_Error[5] Module 5 error code 

51 8242 0x2032 

52 8243 0x2033 
Module_Error[6] Module 6 error code 

53 8244 0x2034 

54 8245 0x2035 
Module_Error[7] Module 7 error code 

55 8246 0x2036 

56 8247 0x2037 
Module_Error[8] Module 8 error code 

57 8248 0x2038 

58 8249 0x2039 
Module_Error[9] Module 9 error code 

59 8250 0x203A 

60 8251 0x203B 
Module_Error[10] Module 10 error code 

61 8252 0x203C 
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62 8253 0x203D 
Module_Error[11] Module 11 error code 

63 8254 0x203E 

64 8255 0x203F 
Module_Error[12] Module 12 error code 

65 8256 0x2040 

66 8257 0x2041 
Module_Error[13] Module 13 error code 

67 8258 0x2042 

68 8259 0x2043 
Module_Error[14] Module 14 error code 

69 8260 0x2044 

70 8261 0x2045 
Module_Error[15] Module 15 error code 

71 8262 0x2046 

72 8263 0x2047 
Module_Error[16] Module 16 error code 

73 8264 0x2048 

74 8265 0x2049 
Module_Error[17] Module 17 error code 

75 8266 0x204A 

76 8267 0x204B 
Module_Error[18] Module 18 error code 

77 8268 0x204C 

78 8269 0x204D 
Module_Error[19] Module 19 error code 

79 8270 0x204E 

80 8271 0x204F 
Module_Error[20] Module 20 error code 

81 8272 0x2050 

82 8273 0x2051 
Module_Error[21] Module 21 error code 

83 8274 0x2052 

84 8275 0x2053 
Module_Error[22] Module 22 error code 

85 8276 0x2054 

86 8277 0x2055 
Module_Error[23] Module 23 error code 

87 8278 0x2056 

88 8279 0x2057 
Module_Error[24] Module 24 error code 

89 8280 0x2058 

90 8281 0x2059 
Module_Error[25] Module 25 error code 

91 8282 0x205A 

92 8283 0x205B 
Module_Error[26] Module 26 error code 

93 8284 0x205C 

94 8285 0x205D 
Module_Error[27] Module 27 error code 

95 8286 0x205E 

96 8287 0x205F 
Module_Error[28] Module 28 error code 

97 8288 0x2060 

98 8289 0x2061 
Module_Error[29] Module 29 error code 

99 8290 0x2062 

10

0 
8291 0x2063 

Module_Error[30] Module 30 error code 
10

1 
8292 0x2064 

10

2 
8293 0x2065 Module_Error[31] Module 31 error code 
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10

3 
8294 0x2066 

10

4 
8295 0x2067 

Module_Error[32] Module 32 error code 
10

5 
8296 0x2068 

 

*Reset state Register 38193 address data format is shown as below: 
Addres offset Aaddress name Description 

Power on default 

value 

Bit 0 Power_On_Reset Power on reset  0/1 

Bit 1-3 Reserved Reserved 0 

Bit 4 External_Reset External Reset 0/1 

Bit 5 Reserved Reserved 0 

Bit 6 Soft_Reset_Request Soft Reset 0 

Bit 7 Reserved Reserved 0 

Bit 8 HardFault Hard Fault Reset 0 

Bit 9 StackOver Stack Over Reset 0 

Bit 10 MemoryOver Memory Over Reset 0 

Bit 11-15 Reserved Reserved 0 
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The second partЕ"Control Output" storage area, address 0x2000, a total of 1 Word. 
 

 

 

 

The 

Modbus client controls the address 0x2000 by calling Modbus 06/16 function code to 

implement block reset or port mirroring control. 

Register 408193 address data format is shown as below: 

Addres 

offset 
Address Name Description 

Value 

range 
Default value 

Bit 0 Restart 
0->1 Rising edge triggering 

system reset 
0-1 0 

Bit1 Port_mirror 

Port mirroring function enable 

0: disabled 

1: enable 

0-1 0: disabled 

Bit 2 Sniffer_port 
Mirror port selection 0:LAN1 

1:LAN2 
0-1 0:LAN1 

Bit 3-15 Reseived Reserved 0 0 

  

No. Storage Type Description Storage Capacity Address Range Read-write 

1 4 Area 
System diagnosis - 

Control output 
1 Word 0x2000 RW 
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A Dimension drawing 
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CN-8032 Profinet Network Adapter 

1 The module overview 

The CN-8032 Profinet network adapter supports standard Profinet IO Device 

Communication. The adapter supports MRP media redundancy, and it could realize ring 

network. And it supports RT/IRT real-time and synchronous communication mode, with 

its RT real-time communication minimum period of 1ms and IRT synchronous 

communication minimum period of 250us.The adapter supports a maximum input of 

1440 bytes, a maximum output of 1440 bytes, and the number of the extended IO 

modules it supports is 32. 
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2 Technical Parameters 

Hardware Specification 

System Power 

Nominal: 24VDC, Range: 19.2͘ 28.8VDC 

Current: Max.2A@24VDC 

Protection: Reverse Protection, Overcurrent Protection 

Power Consumption 110mA@24VDC 

Internal BUS Supply Current Max:2A@5VDC 

Isolation System Power to Field Power Isolation 

Field Power Nominal: 24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max DC 8A 

IO Modules Supported 32 pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Environment Specification 

Operating Temperature of 

Vertical Installation 
-35 ~60  

Operating Temperature of 

Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test 

Temperature 
-40 ~75 

Ingress Protection Rating IP20 

Profinet Parameter 

Protocol Profinet IO Device 

I/O Data Size Input Max 1440 Bytes, Output Max 1440 Bytes 

RT Supported̆ Min.1ms 

IRT Supported̆ Min.250us 

MRP Supported 

MRPD Not supported 

Network Interface 2*RJ45 

Speed 10/100Mbps, MDI/MIDX, Full-Duplex 

Max bus distance 100m 

Default IP Address 192.168.1.200 

Profinet Device Name DIP switch setting or Profinet monitor modifying 

Notice: The adapter does not support the MRPD (Media Redundancy for Planned 

Duplication) function, so the MRP and IRT functions cannot be used simultaneously. 
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DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 



                                             

http: // www.odotautomation.com                    139                   TEL: +86-0816-2538289 

 

3 Hardware Interface 

 

 

 Network Interface 

 Config Interface 

 Module Type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 Network Interface 

PORT1 and PORT2 are both Profinet communication port, and support switch function 

with 10Mbps and 100Mbps data rates, MDI/MID-X auto crossover. 

 

Speed: Network Speed LED (Green) 

ON: 100Mbps 

OFF: 10Mbps 

Link/Act: Link State, Active State(Orange) 

ON: Link UP 

OFF: Link DOWN 

Flash: Active 

SHIELD: RJ45 Shield Interface 

 

RJ45 Pin definition 

 

  

Pin Definition Description 

1 TD+ Transmitter Signal Positive 

2 TD- Transmitter Signal Negative 

3 RD+ Receiver Signal Positive 

4 -- -- 

5 -- -- 

6 RD- Receiver Signal Negative 

7 -- -- 

8 -- -- 
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3.2 Configuration Interface 

       

Switch: The DIP switch is used to set the name of Profinet device.  

When the DIP switch value is 0, the device default name is cn8032-addr, and it could use Profinet 

monitor to set the device name online. 

When the dial-code switch value is not 0, the device name is determined by the value of the DIP 

switch. The relationship between the device name and the dial value is shown in the following 

table: 

Switch Bit Number(ON:1,OFF:0) Switch 

Value 
Profinet Deice Name 

1 2 3 4 5 6 7 8 

0 0 0 0 0 0 0 0 0 
Configured By Software 

(Default:cn8032-addr) 

1 0 0 0 0 0 0 0 1 cn8032-1 

0 1 0 0 0 0 0 0 2 cn8032-2 

. . . . . . . . . . 

0 1 0 1 0 0 0 0 10 cn8032-10 

. . . . . . . . . . 

0 1 1 1 1 1 1 1 254 cn8032-254 

1 1 1 1 1 1 1 1 255 cn8032-255 

Description: Factory default dial code value is 0, the device name is cn8032-addr. 

 

Reset: Module reset button. All parameters of the module will be restored to the default 

value after pressing the button for more than 5 seconds. When the Reset button is pressed, 

a green LED will light up in the upper left corner of the button. 

Config: Configure port, a standard Micro USB/Type-C interface for configuring device 

parameters and firmware upgrades. 

Description: device parameters can be set in Profinet IO controller configuration 

software. 

 WARNING 
OUT OF CONTROL 
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If the DIP Switch value is not 0, the DIP switch address value is the station address of the module. 

If the PLC communicates by assigning station address, there is a conflict between the allocated 

address and the DIP address. After power failure and restart, the DIP value address has a high 

priority, resulting in abnormal communication and module loss of control. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

PERTE DE CONTROLE  

Si la valeur du commutateur DIP nôest pas 0, la valeur de lôadresse du commutateur DIP est 

lôadresse de la station du module. Si le PLC communique en assignant lôadresse de la station, il y 

a un conflit entre lôadresse allou®e et lôadresse DIP. Apr¯s une panne de courant et un redémarrage, 

lôadresse de valeur DIP a une priorit® ®lev®e, ce qui entra´ne une communication anormale et une 

perte de contrôle du module. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection fournie 

par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des blessures ou 

des dommages ¨ lô®quipement. 
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3.3 LED Indicators 

 

 

  

PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restart by Hard-Fault 

ON(GREEN) Operating 

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Update 

SF System Failure (RED) Definition 

OFF Normal 

ON System Failure, Topology Error 

Flash Led light test 

Flash(10Hz) MAC Address Error 

BF Bus Failure (RED) Definition 

ON Port1 and Port2 Link-Down 

Flash(2.5Hz) Offline Mode 

OFF Online Mode 

Flash(10Hz) MAC Address Error 

IRN IO RUN(GREEN) Definition 

ON IO Initialization Normal 

OFF IO Initialization Failure 

IER IO Error (RED) Definition 

OFF IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State (GREEN) Definition 

ON Field Power Normal 

OFF Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 

 

NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

5.1 Adapter process data definition 

Profinet adapter itself has no input-output process data. 

5.2 IO module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow:  

 

The maximum number of input bytes of the Profinet network adapter is 1440 bytes, and 

the maximum number of output bytes is 1440 bytes. 

  



                                             

http: // www.odotautomation.com                    147                   TEL: +86-0816-2538289 

 

6 Configuration parameters definition 

Configuration parameters 

Bit No Bit 7 Bit 6 Bit 5 Bit 4 Bit 3 Bit 2 Bit 1 Bit 0 

Byte 0 Reserved 

Fault 

Action for 

Output 

Fault 

Action for 

Input 

Source of 

Config 

Data 

Byte 1 MAC Address [0] 

Byte 2 MAC Address [1] 

Byte 3 MAC Address [2] 

Byte 4 MAC Address [3] 

Byte 5 MAC Address [4] 

Byte 6 MAC Address [5] 

Byte 7 IP Address [0] 

Byte 8 IP Address [1] 

Byte 9 IP Address [2] 

Byte 10 IP Address [3] 

Byte 11 Net Mask [0] 

Byte 12 Net Mask [1] 

Byte 13 Net Mask [2] 

Byte 14 Net Mask [3] 

Byte 15 Net Gateway [0] 

Byte 16 Net Gateway [1] 

Byte 17 Net Gateway [2] 

Byte 18 Net Gateway [3] 

Byte 19 

... 

Byte 82 

Profinet Device Name 

Data description: 

Source of Config DataЕParameter configuration mode (Default: 1) 

0ЕConfigure software  

1ЕField Bus 

Fault Action for Input ЕInput fault handling mode, when IO module is offline, the 

adapter will process IO module input data according to this mode. (Default: 0) 

0ЕHold Last Input Value 

1ЕClearing Input Value 
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Fault Action for OutputЕOutput fault handling modeЇwhen the fieldbus is offline the 

adapter will process the IO module output data according to this mode. (Default: 1) 

0ЕHold Last Output Value 

1ЕClearing Output Value 

MAC AddressЕMAC address, read-only. 

IP AddressЕIP address, read-only. 

Net MaskЕSubnet mask, read-only. 

Net Gateway: Gateway address, read-only. 

Profinet Device Name: Profinet device name, read-only. (Device name is determined 

by the DIP switch) 
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A Dimension drawing 
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CN-8032-L Profinet Network Adapter 

1 The module overview 

The CN-8032-L Profinet network adapter supports standard Profinet IO Device 

Communication. The adapter supports no MRP redundancy, and no ring network 

redundancy. And it supports RT real-time communication mode, with its RT real-time 

communication minimum period of 1ms.The adapter supports a maximum input of 1440 

bytes, a maximum output of 1440 bytes, and the number of the extended IO modules it 

supports is 32. 
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2 Technical Parameters 

Hardware Specification 

System Power 

Nominal:24VDC, Range: 19.2͘ 28.8VDC 

Current: Max.2A@24VDC 

Protection: Reverse Protection, Overcurrent Protection 

Power Consumption 110mA@24VDC 

Internal BUS Supply 

Current 
Max:2A@5VDC 

Isolation System Power to Field Power Isolation 

Field Power Nominal: 24VDC, Range: 19.2͘ 28.8VDC 

Field Power Current Max DC 8A 

IO Modules Supported 32 pcs 

Wiring 
Max.: AWG 18 

Min.: AWG 24 

Installation 35mm DIN-Rail 

Size 115*51.5*75mm 

Weight 130g 

Vibration Resistance Comply with IEC 61131-2 and EC 60068-2-6 

Impact resistance Comply with IEC 61131-2 and IEC 60068-2-27 

EMC Performance Comply with IEC 61131-2 and IEC 61000-4 

Environment Specification 

Operating Temperature 

of Vertical Installation 
-35 ~60  

Operating Temperature 

of Horizontal Installation 
-35 ~70  

Relative Humidity 5~ 95%RH (No Condensation) 

Storage Temperature -40 ~85 

Storage Humidity 5~ 95%RH (No Condensation) 

Manufacturing Test 

Temperature 
-40 ~75 

Ingress Protection Rating IP20 

Profinet Parameter 

Protocol Profinet IO Device 

I/O Data Size Input Max 1440 Bytes, Output Max 1440 Bytes 

RT Supported, Min.1ms 

IRT Not supported 

MRP Not supported 

MRPD Not supported 

Network Interface 2*RJ45 

Speed 10/100Mbps, MDI/MIDX, Full-Duplex 

Max bus distance 100m 

file:///D:/Users/Administrator/AppData/Local/Youdao/Dict/8.8.1.0/resultui/html/index.html#/javascript:;
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Profinet Device Name DIP switch setting or Profinet monitor modifying 

Default IP Address 192.168.0.254 
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DANGER 

THERE IS A RISK OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH. 

Disconnect all devices from power, including connected devices, before removing any covers, or 

installing or removing any accessories, hardware, cables, or wires, except in specific 

circumstances specified in the appropriate hardware guidelines for this device. 

Always use a voltage sensing device with an appropriate rating to detect a power outage at the 

appropriate place and time, as instructed. 

Replace and tighten all covers, accessories, hardware, cables, and wires, and confirm that the 

ground connection is correct before powering on the device.  

When operating this equipment and related products, the specified voltage must be used.  

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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3 Hardware Interface 

 

 

  

 Network Interface 

 Config Interface 

 Module Type 

 LED Indicator 

 Wiring Terminal 

 Buckle 

 Grounding Spring Sheet 

 Fixed Wiring Harness 

 Field Power 

 Internal Bus 
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3.1 Network Interface 

PORT1 and PORT2 are both Profinet communication port, and support switch function 

with 10Mbps and 100Mbps data rates, MDI/MID-X auto crossover. 

 

Speed: Network Speed LED (Green) 

ON: 100Mbps 

OFF: 10Mbps 

Link/Act: Link State, Active State(Orange) 

ON: Link UP 

OFF: Link DOWN 

Flash: Active 

SHIELD: RJ45 Shield Interface 

 

RJ45 Pin definition 

3.2 Configuration Interface 

Pin Definition Description 

1 TD+ Transmitter Signal Positive 

2 TD- Transmitter Signal Negative 

3 RD+ Receiver Signal Positive 

4 -- -- 

5 -- -- 

6 RD- Receiver Signal Negative 

7 -- -- 

8 -- -- 
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Switch: The DIP switch is used to set the name of Profinet device.  

When the DIP switch value is 0, the device default name is cn8032-addr, and it could 

use Profinet monitor to set the device name online. 

When the dial-code switch value is not 0, the device name is determined by the value of 

the DIP switch. The relationship between the device name and the dial value is shown in 

the following table: 

Switch Bit Number(ON:1,OFF:0) Switch 

Value 
Profinet Deice Name 

1 2 3 4 5 6 7 8 

0 0 0 0 0 0 0 0 0 
Configured By Software 

(Default:cn8032-addr) 

1 0 0 0 0 0 0 0 1 cn8032-1 

0 1 0 0 0 0 0 0 2 cn8032-2 

. . . . . . . . . . 

0 1 0 1 0 0 0 0 10 cn8032-10 

. . . . . . . . . . 

0 1 1 1 1 1 1 1 254 cn8032-254 

1 1 1 1 1 1 1 1 255 cn8032-255 

Description: Factory default dial code value is 0, the device name is cn8032-addr. 

Reset: Module reset button. All parameters of the module will be restored to the default 

value after pressing the button for more than 5 seconds. When the Reset button is pressed, 

a green LED will light up in the upper left corner of the button. 

Config: Configure port, a standard Micro USB/Type-C interface for configuring device 

parameters and firmware upgrades. 

Description:device parameters can be set in Profinet IO controller configuration 

software. 
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 WARNING 
OUT OF CONTROL 

If the DIP Switch value is not 0, the DIP switch address value is the station address of the module. 

If the PLC communicates by assigning station address, there is a conflict between the allocated 

address and the DIP address. After power failure and restart, the DIP value address has a high 

priority, resulting in abnormal communication and module loss of control. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

PERTE DE CONTROLE  

Si la valeur du commutateur DIP nôest pas 0, la valeur de lôadresse du commutateur DIP est 

lôadresse de la station du module. Si le PLC communique en assignant lôadresse de la station, il y 

a un conflit entre lôadresse allou®e et lôadresse DIP. Apr¯s une panne de courant et un redémarrage, 

lôadresse de valeur DIP a une priorit® ®lev®e, ce qui entra´ne une communication anormale et une 

perte de contrôle du module. 

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection fournie 

par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des blessures ou 

des dommages ¨ lô®quipement. 
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3.3 LED Indicators 

  

PWR Power State (GREEN) Definition 

ON System Power Normal 

OFF System Power Failure 

STAT Module State (RED/GREEN) Definition 

Double Flash (RED) Module Soft Restart by Hard-Fault 

ON(GREEN) Operating 

Single Flash (GREEN) Stopping 

Flash(2.5Hz) (RED/GREEN) Boot Mode 

Flash(10Hz) (RED/GREEN) Firmware Update 

SF System Failure (RED) Definition 

OFF Normal 

ON System Failure, Topology Error 

Flash Led light test 

Flash(10Hz) MAC Address Error 

BF Bus Failure (RED) Definition 

ON Port1 and Port2 Link-Down 

Flash(2.5Hz) Offline mode 

OFF Online mode 

Flash(10Hz) MAC Address Error 

IRN IO RUN(GREEN) Definition 

ON IO Initialization Normal 

OFF IO Initialization Failure 

IER IO Error (RED) Definition 

OFF IO Communication Normal 

Double Flash IO Communication Failure 

Field Power State (GREEN) Definition 

ON Field Power Normal 

OFF Field Power Failure 
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WARNING  

UNEXPECTED EQUIPMENT OPERATION  

By viewing the PW indicator, could determine the power supply status of a module. If the PW is 

steady green, the power supply is normal. Otherwise, the module cannot work properly. 

When the module is initially powered on, there will be 3S for the backplane bus connection. After 

the backplane bus is initialized, STA is in the green steady state. If STA is in the green blinking 

state, it indicates that the backplane bus has not been initialized, and it needs to be powered off 

and restarted for re-initialization. 

STA abnormal working state occurs during the normal operation of the module, please check the 

firmware version information of all modules, and consult ODOT technical support for details. 

If a module is upgraded, check that all modules are in the normal state after the upgrade. 

Otherwise, an exception may occur. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 

AVERTISSEMEN  

FONCTIONNEMENT INATTENDU DE L ôEQUIPEMENT  

En regardant lô®tat de lôindicateur de PW, jugez lô®tat dôalimentation du module. Le feu vert PW 

reste allum® et lôalimentation est normale. Autrement, le module ne fonctionnera pas 

correctement. 

Lorsque le module est alimenté initialement, il y aura 3S pour la connexion de bus de backboard. 

STA est un ®tat vert permanent apr¯s lôinitialisation du bus de backboard. Si STA est en ®tat de 

clignotement vert, cela signifie que lôinitialisation du bus de backboard nôest pas pass®e et doit 

être redémarrée hors tension et réinitialisée. 

Lô®tat de fonctionnement anormal de STA se produit pendant le fonctionnement normal du 

module, veuillez vérifier les informations de version du firmware de tous les modules, et consulter 

le support technique ODOT pour plus de détails. 

Si le module a une op®ration de mise ¨ niveau, apr¯s lôach¯vement de la mise ¨ niveau, le besoin 

de v®rifier que tous les modules sont dans lô®tat normal avant de courir, sinon il conduira ¨ une 

exception.  

Le fait de ne pas suivre les instructions peut entra´ner une d®faillance de la protection 

fournie par lô®quipement, ce qui peut entra´ner des cons®quences graves, comme des 

blessures ou des dommages ¨ lô®quipement. 
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4 Wiring 

 

NOTICE 

UNEXPECTED DEVICE OPERATION 

Inside the module, two terminal blocks SV+ have been shorted, two terminal blocks SV - have 

been shorted, two terminal blocks FV+ have been shorted, and two terminal blocks FV - have 

been shorted. Externally, only one system power supply and one field power supply need to be 

connected. 

The wire should be copper wire with a core greater than 0.2mmĮ and less than 1mmĮ, and the 

impedance is less than 10ɋ. 

Failure to follow instructions specified by the manufacturer may result in serious 

consequences such as death, personal injury, or damage to equipment since the protection 

provided by the equipment may be impaired. 
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5 Process data definition 

5.1 Adapter process data definition 

Profinet adapter itself has no input-output process data. 

5.2 IO module process data mapping 

The network adapter reads and writes input and output process data of IO module in real 

time through the internal bus, and its data mapping model is shown as follow:  

 

 

The maximum number of input bytes of the Profinet network adapter is 1440 bytes, and 

the maximum number of output bytes is 1440 bytes. 
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6 Configuration parameters definition 

Configuration parameters 

Bit No Bit 7 Bit 6 Bit 5 Bit 4 Bit 3 Bit 2 Bit 1 Bit 0 

Byte 0 Reserved 

Fault 

Action for 

Output 

Fault 

Action for 

Input 

Source of 

Config 

Data 

Byte 1 MAC Address [0] 

Byte 2 MAC Address [1] 

Byte 3 MAC Address [2] 

Byte 4 MAC Address [3] 

Byte 5 MAC Address [4] 

Byte 6 MAC Address [5] 

Byte 7 IP Address [0] 

Byte 8 IP Address [1] 

Byte 9 IP Address [2] 

Byte 10 IP Address [3] 

Byte 11 Net Mask [0] 

Byte 12 Net Mask [1] 

Byte 13 Net Mask [2] 

Byte 14 Net Mask [3] 

Byte 15 Net Gateway [0] 

Byte 16 Net Gateway [1] 

Byte 17 Net Gateway [2] 

Byte 18 Net Gateway [3] 

Byte 19 

... 

Byte 82 

Profinet Device Name 

Data description: 

Source of Config DataЕParameter configuration mode (Default: 1) 

0ЕConfigure software  

1ЕField Bus 

Fault Action for Input ЕInput fault handling mode, when IO module is offline, the 

adapter will process IO module input data according to this mode. (Default: 0) 

0ЕHold Last Input Value 

1ЕClearing Input Value 
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Fault Action for OutputЕOutput fault handling modeЇwhen the fieldbus is offline the 

adapter will process the IO module output data according to this mode. (Default: 1) 

0ЕHold Last Output Value 

1ЕClearing Output Value 

MAC AddressЕMAC address, read-only. 

IP AddressЕIP address, read-only. 

Net MaskЕSubnet mask, read-only. 

Net Gateway: Gateway address, read-only. 

Profinet Device Name: Profinet device name, read-only. (Device name is determined 

by the DIP switch) 
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7 Configuration Control Function  

Note: 1. The Siemens S7-1200 supports configuration control function from firmware 

version V4.1. 

2. GSDML-V2.33-ODOT-CN8032-20241011 or later version GSD is required. 

3. CN8032-L module firmware version V2.09 or V3.06 or V4.15 and above support 

configuration control function.  

 

Hardware configuration: Siemens S7-1200 CPU 1212C DC/DC/DC; CN8032-L+ CT-

121F+ CT-1218+CT-222F+ CT-3158+ CT-4234; 

First open the TIA V16 software, click the create new project. 

 

In the project tree, click the add new device, select the corresponding PLC, click the OK. 
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Click the ñOptions ðManage general description filesò, in the pop-up interfaceЇfind the 

GSD file location, select the ñGSDML-V2.33-ODOT-CN8032-20241011ò file, click the 

install, after the installation is complete, the hardware directory is automatically updated. 

 



                                             

http: // www.odotautomation.com                    166                   TEL: +86-0816-2538289 

 

 

In the Device view, select the PLC network card, select the Ethernet parameters. 

 

In the network view, first drag the CN-8032-L module to network view, then assign the 

network interface to ñPLC_1. PROFINET IO-Systemò, click the network portðIP address, 

it could assign the IP address and configuration name of the module. 

Note: The configuration name must be the same as the device name. 
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The device name of the module could be viewed and assigned by "Online Access - Online 

and Diagnostics - Assign PROFINET Device Name".  

 

Double-click the adapter icon into ñDevice viewò, in the hardware catalog add the extended 

IO modules: CT-4234, CT-3158, CT-222F, CT-1218 and CT-121F, and complete the device 

configuration. 
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Select the CN8032-L network port, click the properties and module parameters, and select 

the module parameters, set the ñAllow device reconfiguration through user programsò: 

Enable.  

 

Click the PLC data typesðAdd new data type, create a PLC data type that contains control 

data records, either as a struct or as an array. 
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The first four USInt variables are used to store configuration control information, the next 

32 USInt variables correspond to the actual status of each slot at the CN-8032-L maximum 

configuration. The rules are as follows: first element Block_length represents the entire 

array or structure length, second element Block_ID block ID with a fixed position of 196, 

Version: set 1 for the main version of configuration control, Subversion: set 0 for the 

subversion, Slot_1...Slot_32 are control elements, when the value is 0, the corresponding 

module will be disabled, the other value is the actual configuration location of module. 

At the same time, create a data type containing the control data read.
















































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































